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1. INTRODUCTION
1.1. Purpose

This Pre-Design Investigation (PDI) Directive 1 Technical Memorandum was prepared for the United
States Environmental Protection Agency (EPA) by Henningson, Durham & Richardson Architecture
and Engineering, P.C. in association with HDR Engineering, Inc. (HDR) for the New Cassel / Hicksville
Groundwater Contamination Superfund Site (the Site) Operable Unit 1 (OU1), located in the Towns of
North Hempstead, Hempstead and Oyster Bay, Nassau County, New York (Figure 1). This PDI
Directive 1 Technical Memorandum is part of the Remedial Design (RD) being performed by HDR
under Work Assignment Number 053-RDRD-A245, under the EPA Remedial Action Contract (RAC)
2 Contract Number EP-W-09-009. The PDI Directive 1 was conducted in accordance with the OU1
Pre-Design Investigation (PDI) Work Plan included as Attachment 1 to the Unilateral Administrative
Order (UAO) issued by EPA on March 22, 2018 and amended on May 17, 2018. The UAO directed
the potentially responsible parties (PRPs) in the Eastern, Central and Western Plumes to perform the
work required by the UAO. Because the Western Plume PRPs have refused to comply with the UAO,
EPA is performing the work required in the Western Plume and certain common work elements
including PDI Directive 1. PDI Directive 1: Synoptic Water Level Gauging and Groundwater Sampling
requires the collection of two rounds of synoptic water level gauging and groundwater sampling to be
performed. HDR conducted the first round of sampling and gauging on the existing monitoring wells
in the OUl area in November/December 2019. The purpose of the Directive 1 Technical
Memorandum is to document the methods used to collect the data and summarize the results for
round one of the synoptic water level gauging and groundwater sampling completed under Directive
1. This Directive 1 Technical Memorandum will be amended following the completion of round two
which includes gauging and sampling of monitoring wells to be installed as part of PDI Directive 2 of
the RD Pre-Design Work Plan. The work reported herein was performed under the EPA-approved
Quality Assurance Project Plan (QAPP) (HDR 2019), site-specific Health and Safety Plan (HASP),
and other applicable requirements.

This report contains descriptions and results of the activities performed as part of PDI Directive 1. Brief
summaries of the remaining sections are presented below.

e Section 2 — Site Background Information describes the physical setting of the site
and history, site geology and hydrogeology, extent of contamination and remedy
selected to treat the OU1 area.

e Section 3 — Directive 1 Field Investigation Activities summarizes the field work
completed as part of the PDI Directive 1.

e Section 4 — Directive 1 Field Investigation Results presents the findings from the
work completed as part of the PDI Directive 1.

e Section 5 — Evaluation of Usability summarizes the usability of the PDI data.

e Section 6 — Conclusions discusses the conclusions based on the findings of PDI
Directive 1

NCHGW OuU1 1 September 2020
Directive 1 Technical Memorandum



2. SITE BACKGROUND INFORMATION
2.1 Site Description

The Site comprises a wide-spread area of groundwater contamination within the Towns of North
Hempstead, Hempstead, and Oyster Bay, Nassau County, New York (See Figure 1). The Site is
estimated to include approximately 6.5 square miles that has been characterized by volatile organic
compound (VOC)-contaminated groundwater that has impacted several water supply wells, including
four Town of Hempstead wells (Bowling Green 1 and 2, Roosevelt Field 10, and Levittown 2A), six
Hicksville water supply wells (4-2, 5-2, 5-3, 8-1, 8-3, and 9-3), and one Village of Westbury water
supply well (11). Analytical results of groundwater samples from the Site have revealed concentrations
of VOCs exceeding the EPA’s promulgated health-based protective maximum contaminant levels
(MCLs), which are enforceable standards for various drinking water contaminants and New York
State’s standards.

QU1 of the Site is composed of a discrete portion of contaminated groundwater down gradient of the
New Cassel Industrial Area (NCIA) shown on Figure 1. OU1 is located primarily in Salisbury, an
unincorporated area of the Town of Hempstead. However, the portion of OU1 north of Grand
Boulevard is located within the Hamlet of New Cassel in the Town of North Hempstead. The area
comprising OUL1 includes approximately 211 acres and consists of residential properties, as well as
some commercial areas. Up gradient of OU1, the NCIA encompasses approximately 170 acres of
land. The NCIA is bounded by the Long Island Railroad to the north, Frost Street to the east, Old
Country Road to the south and Grand Boulevard to the southwest.

The Bowling Green Wells 1 and 2 were taken out of service in 2018 for evaluation of the current water
system and future treatment needs for these wells. Though currently out of service, the Town of
Hempstead's Bowling Green Water District Wells | and 2 are on property that is located within OU1.

2.2. Site Background and History

The NCIA was developed for industrial use during the 1950s through the 1970s and remains densely
populated with an estimated 200 industrial and commercial properties. Review of Nassau County
Department of Health (NCDOH) and New York State Department of Environmental Conservation
(NYSDEC) reports indicates that leach pools and/or dry wells located on up gradient properties in the
NCIA were generally used for disposal of wastewater at these facilities until sewers were installed. In
1986, as part of a county-wide groundwater investigation, NCDOH identified extensive groundwater
contamination throughout the NCIA. Following the NCDOH investigations, NYSDEC conducted site
assessment activities within the NCIA from 1994 to 1999 to identify the sources of groundwater
contamination. During the NYSDEC investigations groundwater data revealed contaminants from the
NCIA were impacting the Bowling Green Water District water supply, which is comprised of two water
supply (extraction) wells located approximately 1,000 feet down gradient of the NCIA. The water
treatment system for the Bowling Green Water District already included granular activated carbon
(GAC) to treat for VOCs. However, based on results of the investigations the Town of Hempstead
installed a supplemental treatment system in 1996 which included the addition of an air stripper.

Based on NYSDEC's findings, 17 individual facilities within the NCIA were listed on NYSDEC's
Registry of Inactive Hazardous Waste Disposal Sites between May 1995 and September 1999.
Investigations have been completed, and response actions have been selected by NYSDEC under
state law for the 17 facilities. Of the 17 facilities, five require no further action, one requires further
monitoring, and 11 have on-going response actions including continued operation of air sparging and
soil vapor extraction systems.

From 1999 to 2000 NYSDEC conducted a remedial investigation and feasibility study (RI/FS) for the
NCIA Offsite Groundwater. Based on the investigation, NYSDEC determined that a variety of disposal
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activities within the NCIA had resulted in the disposal of chlorinated VOCs (CVOCSs), including 1,1,1-
trichloroethane (TCA), tetrachloroethene (PCE), and trichloroethene (TCE). Some of these CVOCs s
were released or have migrated from the NCIA to surrounding areas, including the area bordering the
NCIA south of Old Country Road and Grand Boulevard. Results from groundwater samples collected
as part of the RI/FS indicated three separate plumes beneath the NCIA that were migrating down
gradient into the area identified as the NCIA Offsite Groundwater. Following the RI/FS the NYSDEC
issued a Record of Decision (ROD) for the NCIA Offsite Groundwater in October 2003.

The NYSDEC's ROD selected in-well vapor stripping with localized vapor treatment as the remedy to
treat the contaminated groundwater. The ROD also provided for use of a contingency remedy using
groundwater pump and treat, if pilot testing determined the selected remedy to be impractical due to
engineering or economic reasons. In 2009 a PDI was completed by Dvirka and Bartilucci Consulting
Engineers (D&B). Results of the PDI determined the aquifer to be anisotropic and as a result D&B
concluded that in-well air stripping would not be an effective technology for remediating the
groundwater. NYSDEC then switched the remedial technology to the contingency remedy of
extraction and treatment and a subsequent PDI for the contingency remedy was finalized in December
2011. During the period when the 2011 PDI was being conducted the NYSDEC requested that EPA
list the site on the National Priority List (NPL). In March 2011 the EPA proposed the New Cassel
Hicksville Groundwater Contamination site to the NPL, which included the NCIA Off-site Groundwater
Site. The Site was finalized to the NPL in September 2011 and no further actions were taken by the
NYSDEC.

In 2011, after the Site was included on the NPL, the EPA completed a supplemental remedial
investigation which is documented in the Supplemental Remedial Investigation Memorandum dated
July 2013. The memorandum summarized historical groundwater data, outlined response activities
conducted, characterized the Site, and provided recommendations for future investigation and
response activities at the Site. Concurrent with this supplemental remedial investigation the EPA also
undertook a supplemental feasibility study which was documented in the Supplemental FS
Memorandum dated July 2013. Following completion of the Supplemental Rl and FS a ROD was
issued by the EPA on September 30, 2013.

2.3. Site Geology and Hydrogeology

The principal hydrogeologic units underlying OU1 at the site are the glacial outwash and morainal
deposits known as the Upper Glacial Aquifer (UGA) and the underlying Magothy Formation and
Matawan Group (Magothy). Beneath these two units are the Raritan Clay member and the Lloyd Sand
member of the Raritan Formation.

The UGA is estimated to be 60 to 80 feet thick and consists predominantly of coarse-grained sands
and gravels. A distinct transition between the UGA and Magothy units has not been observed in the
OU1 area. The underlying Magothy Formation sediments (estimated to be approximately 600 feet
thick) are characterized by sand and silty sand with discontinuous clay and silt layers. Geologic
studies in the area have revealed that sediments tend to become finer in size fraction downward in the
Magothy Formation, except within the basal portion where coarse-grained sands and gravels are
prevalent.

Unconfined groundwater is generally found at the site between 38 to 50 feet below ground surface
(bgs). Groundwater within the UGA and Magothy aquifers flows in a south-southwest direction in the
area downgradient of the NCIA. Historic pumping of the Bowling Green water supply wells possibly
influenced the groundwater flow direction above the depth of their production interval, which was
approximately 470 to 580 feet bgs.
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2.4, Extent of Groundwater Contamination

Based on studies conducted in the OU1 area the contaminants of concern are PCE, TCE, and TCA.
Breakdown products of PCE, TCE, TCA and other minor constituents are present at lower levels
suggesting that biodegradation is limited within the OU1 area.

Results also indicated three separate plumes (eastern, central and western) emanating from the NCIA
into the OU1 area. The eastern plume is comprised predominantly of PCE with some TCE and cis-
1,2-dichloroethene (cis-1,2-DCE) and no TCA. The central plume consists of PCE, TCE, and TCA
and their breakdown products (cis-1,2-DCE, 1,1-dichloroethane [1,1-DCA], 1,2-DCA, 1,1-DCE). The
western plume consists of TCE and PCE with some TCA and breakdown products (cis-1,2-DCE, 1,1-
DCA, 1,2-DCA, 1,1-DCE).

Contaminant distribution is influenced by local geology and hydrogeology. When the Bowling Green
Water District supply wells were in service, the pumping from these wells produced a significant
downward vertical gradient drawing groundwater deeper. There is also indication of a downward
migration of contamination such that the contamination depth increases as the distance from the NCIA
increases.

2.5. Description of Selected Remedy

On September 30, 2013 EPA issued a ROD selecting an interim remedy for OU1. The proposed
remedy addresses groundwater contamination in the area down gradient of Old Country Road, Grand
Boulevard, and the NCIA and includes the following components:

e A combination of (a) in-situ treatment of groundwater via in-well vapor stripping and (b)
extraction of groundwater via pumping and ex-situ treatment of extracted groundwater prior to
discharge to a publicly owned treatment works or reinjection to groundwater (to be determined
during design). The purpose is to establish hydraulic containment and effectuate removal of
contaminant mass where concentrations of total volatile organic compound concentrations are
greater than 100 micrograms per liter;

¢ In-situ chemical treatment, such as in-situ chemical oxidation, to target high concentration
contaminant areas, as appropriate;

e Long-term monitoring to track changes in the concentration of groundwater contaminants in
QU1 to ensure the remedial action objectives (RAOs) are attained,;

¢ Development of a Site Management Plan to ensure proper management of the remedy post-
construction. The Site Management Plan will include provisions for any operation and
maintenance and long-term monitoring required for the remedy, as well as periodic review and
engineering certifications; and

e Institutional controls consisting of existing local requirements that prevent installation of
drinking water wells and information devices to limit exposure to contaminated groundwater.

Individual facilities within the NCIA are considered to be among the sources of groundwater
contamination for OU1. Response actions which are addressing sources of contamination in the NCIA
are being conducted at those up gradient facilities, and they continue to be overseen by NYSDEC
under its state hazardous waste cleanup program. The on-going, State-authorized response actions
at the NCIA facilities are not part of this OU1, although the successful completion (i.e., source control
or cleanup) of addressing the source area(s) at the up gradient individual NCIA facilities, under
NYSDEC oversight are anticipated and were assumed in evaluating the potential for attaining the
objectives of the selected remedial alternative in the ROD.
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The environmental benefits of the remedy may be enhanced by giving consideration, during the design
phase, to technologies and practices that are sustainable in accordance with the EPA Region 2's
Clean and Green Policy. This will include consideration of green remediation technologies and
practices, including granular activated carbon regeneration.
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3. DIRECTIVE 1 FIELD INVESTIGATION ACTIVITIES
3.1 Synoptic Water Level Gauging

A synoptic water level gauging using an electronic water level indicator was conducted on November
20 and 21, 2019. There were 62 monitoring wells proposed for water level gauging which included
wells owned by NYSDEC, United States Geological Survey (USGS), Nassau County, Nassau County
Department of Health (NCDOH), and Westbury Water District. There were 16 wells that could not be
gauged because they could not be located or were inaccessible. Table 1 summarizes the total wells
proposed for gauging and those wells unable to be gauged. Table 2 summarizes the well information
and depth to water measurements for the wells that could be gauged.

During the water level gauging HDR performed a well assessment survey on each well. Summaries
of the well assessment surveys are included in Appendix A.

3.2. Groundwater Sampling

Groundwater sampling was conducted from November 25, 2019 through December 10, 2019.
Samples were collected from 28 existing monitoring wells in the Western, Eastern, and Central
Plumes. Samples were collected from three additional wells by the Frost Street responsible party.

Monitoring wells were sampled using the USEPA Region 2 low-flow sampling method. Low-flow
purging/sampling was conducted with the pump set at the middle of the screen interval and at least
two feet from the bottom of the well to prevent disturbance and re-suspension of sediment present in
the bottom of the well. Exceptions to this are discussed below in Section 3.5.

During groundwater sampling, field parameters including specific conductivity, oxidation-reduction
potential (ORP), temperature, pH, dissolved oxygen (DO) and turbidity were measured and recorded
on data sheets to document the stabilization of parameters prior to sampling. The well purging and
sample collection data are recorded on field sampling logs included in Appendix B.

Upon stabilization, the samples were collected in certified-clean glassware procured by HDR and
placed on ice for preservation. Samples were then shipped under chain of custody protocols to the
assigned Contract Laboratory Program (CLP) laboratory (Chemtech) for analysis of target compound
list (TCL) VOCs by Method 8260B (i.e., SOM02.4). Custody records are included with the laboratory
analytical reports in Appendix C.

3.3. IDW Management

A total of 122 gallons of purge and equipment decontamination water was generated. The
investigation-derived waste (IDW) was containerized in appropriately-labeled 55-gallon steel drums
and temporarily staged at 650 Commercial Avenue in Garden City, NY. The building is currently under
the control of the Nassau County Department of Public Works (DPW), and is secured with a chain link
fence and lockable gate. The IDW subcontractor collected samples from the drums on 2/4/2020 and
submitted them for waste characterization analyses including VOCs, semi-volatile organic compounds
(SVOCs), toxicity characteristic leaching procedure (TCLP), RCRA metals, polychlorinated biphenyls
(PCBs), reactivity, ignitability and corrosivity. Results of the analyses are included in Appendix D.
Drums were removed from the site on March 5, 2020 and taken to Republic Environmental Systems
in Hatfield PA for disposal as non-hazardous waste. A copy of the waste manifest is included in
Appendix D.
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3.4. Quality Assurance/Quality Control

The overall Quality Assurance/Quality Control (QA/QC) objective was to develop and implement
procedures for field sampling, chain-of-custody, laboratory analyses, and reporting to ensure data
were collected in a uniform manner, and that data were of consistently high quality. In order to collect
and record data in a uniform manner, the Uniform Federal Policy (UFP) QAPP (controlling document)
was prepared with QA/QC procedures for the Directive 1 field work.

Field logbooks and daily quality control reports (DQCR) were prepared, which recorded all major on-
site activities during the field activities. These documents are included in Appendix E.

Field QC samples collected during the groundwater sampling event included one trip blank, equipment
blank, and field blank for each day of sampling. Two field duplicates were collected. Analytical results
of QA/QC samples are presented in Section 5.

3.5. Field Changes

Field changes that occurred as a result of limited access to wells or field conditions that required
adjustments to the work are summarized below:

1. There were 62 wells initially proposed for the collection of depth to water measurements.
During the first day of gauging two additional wells (MBCW-2D and 103-MW-D) were added
by the EPA project manager for a total of 64 wells. Of the 64 wells proposed, only 16 were
unable to be gauged as discussed above in Section 3.1.

2. During sampling the total depths for wells EW-1B and EW-2B were measured at 157.55 and
131.1 ft bgs, respectively. According to sampling records from 1999 EW-1B had a total depth
of 164 ft bgs and was screened from 154 to 164 ft bgs and EW-2B had a total depth of 142 ft
and was screened from 132 to 142 ft bgs. Based on the depth to bottom measurements
collected during the 2019 sampling event there is no screen exposed at EW-2B and only
approximately 3.5 ft of screen is exposed for EW-1B. During sample collection the pump was
lowered down to approximately one to two feet above the measured bottom of the well in order
to obtain a representative sample of the well depth while minimizing the disturbance of bottom
sediments in the well. However, because of the amount of sediment collected in the bottom
of these two wells, groundwater sample results may not be representative of the screen depth
for these wells.

3. Samples collected from the Frost Street wells FSMW-14A, FSMW-14C, and FSMW-13A were
collected by Ensafe, the consultant for the Frost Street properties. These data were emailed
to HDR by Ensafe on February 4, 2020.
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4. DIRECTIVE 1 FIELD INVESTIGATION RESULTS
4.1. Groundwater Depth to Water Measurements

A groundwater contour map was generated based on the depth to water measurements collected
during the water level gauging. Based on the collected data groundwater flows to the south-southwest.
Figures 2 and 3 show the resulting groundwater contours for the Upper Glacial Aquifer and the
Magothy. Measurements taken during the PDI Directive 1: Synoptic Water Level Gauging are
summarized in Table 2.

There is only one known group of pumping wells that were actively pumping during the collection of
the depth to water measurements. This system is a groundwater pump and treat system for
remediation of groundwater contamination from the Frost Streets Superfund Site under the NYSDEC
Superfund Program. The system consists of four extraction wells (EX-1A, EX-1B, EX-1C, and EX-1D)
located just north of Old Country Road. Each extraction well is screened in a different depth interval
from 50-100 ft bgs, 100 — 150 ft bgs, 150 — 200 ft bgs, and 200 — 250 ft bgs. Wells operate at flow
rates between 30 gpm — 48 gpm based on information from the 2019 Comprehensive Groundwater
Monitoring Report for the Frost Street Sites, prepared by Ensafe, dated September 2019. The wells
closest to the extraction system that could be impacted by the system are the Frost Street cluster wells
FSMW-13A/B/C and FSMW-14A/B/C.

Water levels at well clusters were evaluated and are summarized in Table 3. The majority of well
clusters indicate a downward gradient with the exception of well clusters FSMW-14B/14C, MW-02/03,
and MW-05/06, which indicated upward gradients of 0.000375 ft/ft, 0.0035 ft/ft, and 0.0005 ft/ft,
respectively. Downward gradients were between 0.001 ft/ft and 0.0063 ft/ft with an average of 0.0026
ft/ft.

4.2. Groundwater Analytical Results

Results for the groundwater samples are summarized in Table 4 and on Figure 4. Figure 4 also
includes a summary of results from groundwater samples collected as part of the 2011 NYSDEC PDI
investigation and January 2019 as part of the EPA OU3! investigation activities. Sample results were
compared to the cleanup levels published in the ROD for contaminants identified as a contaminant of
concern (COC). Contaminants not identified as a COC in the ROD were compared to the New York
State groundwater quality standards.

Western Plume

There were seven wells (MW-12, EX-2, MW-11S, MW-11D, MW-7, MW-8, MW-13) sampled in the
Western Plume area. VOC compounds consistently detected over the cleanup levels in these six
wells included PCE (28 — 1,200 parts per billion [ppb]), TCE (19 — 730 ppb) and cis-1,2-DCE (17 —
160 ppb). Other VOC compounds exceeding the cleanup levels in monitoring well MW-11D included
1-1-DCE (34 ppb), TCA (8 ppb), 1,1-DCA (15 ppb), and chloroform (7.2 ppb). Trichlorofluoromethane
(TCFMA) [11 ppb] which is not identified as a COC in the ROD, was detected above the groundwater
quality standard in MW-11D. Significant differences between sample results from
November/December 2019 and 2011 were noted in wells MW-11S and MW-11D. Both wells had
increases in PCE concentrations from 140 to 1,200 ppb (MW-11S) and 460 to 1,100 ppb (MW-11D).
The total VOCs concentration in these wells increased from 435 ppb to 1,484 ppb (MW-11S) and
1,095 ppb to 2,074 ppb (MW-11D).

1 EPA OU3 is a fund lead OU geographically downgradient of EPA OUL1.
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Historic data for wells installed prior to 2011 include two wells in the Western Plume area (MW-7 [90
— 110 ft deep] and MW-8 [120 — 140 ft deep]). Results from 2002 to the 2019 sampling events were
graphed over time for chlorinated VOCs and associated daughter compounds for these wells
(Appendix F). Based on the graphs, concentrations for these compounds have trended downward in
both wells for the last three sampling events.

Central Plume

There were 11 wells (MW-1, MW-2, MW-3, MW-4, MW-5, MW-6, MW-10, MW-9, MW-16S, MW-16,
and EW-2B) sampled in the Central Plume area. VOC compounds consistently detected over the
cleanup levels included TCA (5.6 — 18 ppb), 1-1-DCA (13 — 38 ppb), 1-1-DCE (non-detect [ND] — 81
ppb), cis-1,2-DCE (ND — 23 ppb), PCE (ND — 120 ppb), and TCE (ND - 140 ppb). Significant
differences between sample results from November/December 2019 and 2011 were noted in wells
MW-4, MW-9, and MW-16D. Concentrations of TCE decreased from 620 ppb to 76 ppb in MW-4.
Concentrations of PCE and TCE increased from ND to 29 ppb and 2.3 to 140 ppb in MW-9 and 2.7 to
120 ppb and 29 to 53 ppb in MW-16D, respectively.

Historic data for wells installed prior to 2011 includes eight wells (MW-1, MW-2, MW-3, MW-4, MW-5,
MW-6, MW-9, and EW-2B). Results from 2001 to the 2019 sampling events were graphed over time
for chlorinated VOCs and associated daughter compounds for these wells (Appendix F). Based on
the graphs, concentrations have generally trended downward in MW-2, MW-3, MW-4, and EW-2B.
Concentrations increased in MW-1 and MW-9. MW-5 and MW-6 increased in concentrations during
the 2004 sampling event, but then decreased for subsequent sampling events.

Eastern Plume

There were 13 wells (FSMW-14A, FSMW-14C, and FSMW-13A, FSMW-14B, FSMW-13B, FSMW-
13C, MW-14, MW-15, EX-1, MW-17S, MW-17D, EW-1B, and EW-1C) sampled in the Eastern Plume
area. VOC compounds consistently detected over the cleanup levels included cis-1,2-DCE (ND — 34
ppb), PCE (0.18 — 7,000 ppb), and TCE (ND — 900 ppb). Concentrations of PCE and TCE increased
in MW-17D from 610 to 7,000 ppb and 740 to 900 ppb, respectively. Decreases of PCE and TCE
were observed in EX-1, MW-14, FSMW-13B, FSMW-13C, and FSMW-14A compared to results from
previous sampling events conducted in 2019 and 2011.

Historic data for wells installed prior to 2011 includes eight wells (FSMW-13A, FSMW-13B, FSMW-
13C, FSMW-14A, FSMW-14B, FSMW-14C, EW-1B and EW-1C). Results from historic sampling
events to the present were graphed for the primary chlorinated VOCs and associated daughter
compounds for these wells (Appendix F). Based on the graphs, concentrations have generally trended
downward in EW-1B, FSMW-13B, FSMW-13C, FSMW-14A, and FSMW-14B. VOC concentrations
appear to be generally stable in FSMW-13A. VOC concentrations in this well have ranged between
140 ppb to 300 ppb since 2015. In FSMW-14C concentrations were generally between 100 to 270
ppb from 2006 to 2015 and the concentrations with lower concentrations observed in 2016 and 2019
sampling events. VOC concentrations in EW-1C remained fairly stable (12 ppb to 22 ppb) from 2001
to 2008 and then increased to greater than 40 ppb in 2019.

NCHGW OuU1 9 September 2020
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5. EVALUATION OF USABILITY

HDR conducted a data evaluation of the usability of the results received from the 28 groundwater
samples collected. Based on the evaluation, data for the PDI sampling event conducted in
November/December 2019 fulfilled the site-specific QA/QC requirements. Overall, the data met the
project data quality objectives (DQOSs), and are appropriate to characterize the levels of contaminants
in the aqueous samples collected from the site. The full evaluation of data usability is included in
Appendix G.

NCHGW OuU1 10 September 2020
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6. CONCLUSIONS

Results of groundwater sampling conducted under PDI Directive 1 indicated that the downgradient
deepest wells in the OU1 plumes (MW-11D, MW-9, MW-16D, and MW-17D) are all showing increases
in VOC concentrations.

The PDI Work Plan proposed 27 locations for installation of vertical profile borings and/or monitoring
wells. There are no changes proposed to locations of vertical profile borings/monitoring wells identified
in the PDI Work Plan based on the groundwater samples collected in 2019. The proposed locations
for the vertical profile borings and monitoring wells to be installed are shown on Figure 5. In
accordance with the PDI Work Plan groundwater grab samples will be collected at 20-ft intervals
indicated on Figure 5. Following the collection of grab samples results will be evaluated to identify the
final screen depth for monitoring wells to be installed at these locations. Final depths for wells will be
reviewed and approved by EPA before installing wells. Vertical profile borings/wells identified for
installation in the Western Plume area will be completed by the EPA and wells identified for installation
in the Central and Eastern Plumes will be completed by the PRPs for those areas.

NCHGW OuU1 11 September 2020
Directive 1 Technical Memorandum
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Table 1
Summary of Wells Proposed for Gauging

Screen Depth Installed Hydrologic Depth to
Well ID (ft bes) Depth Unit Water Location / Well Condition
(ft bgs) Collected?

EW-1B 154 - 164 164 Magothy Yes In the middle of Flower Street between Hyacinth St and Iris Place
EW-1C 506 - 516 516 Magothy Yes In the middle of Flower Street between Hyacinth St and Iris Place
EW-2B 132-142 142 Magothy Yes On the Road in front of 2531 and 2535 Astor Place.
EW-2C 504 - 514 514 Magothy No EW-2C was heavily corroded and could not be opened.
0OU3-B1S 380-390 380 -390 390 Magothy Yes Between road and sidewalk
0OU3-B2S 262.5-272.5 262.5-272.5 272.5 Magothy Yes In the Road
0U3-B3S 375-385 375 - 385 385 Magothy Yes In front of the house on the road
N-08984 47 -52 52 UGA No Could not locate
N-09938 72-77 79.6 UGA Yes Manhole labeled as water; in front of Building 1
N-10292 40 - 50 50 UGA No Could not locate
N-10319 47 -57 57 UGA Yes Located inside Fence.
N-10324 47 -57 57 UGA No Could not locate
N-10466 50 - 60 60 UGA No Could not locate
N-10475 47 -57 57 UGA No Could not locate
N-10476 110- 130 130 Magothy No Could not locate
N-10328 (NC-11) 48 - 58 58 UGA Yes Next to the one way sign. Shallow well was marked

4757 Almost under the road sign of Old Country Rd and Barrington St.
N-10477 57 UGA No Cap could not be opened
N-10478 101-121 121 Magothy Yes Almost under the road sign of Old Country Rd and Barrington St.
EX-1 185 - 205 205 Magothy Yes
EX-2 265 - 285 285 Magothy Yes In the road on Sheldon Dr
MW-01 90-110 110 Magothy Yes Intersection of Bowling Green and Myron next to stop sign opposite 2436 Myron Rd
MW-02 110-130 130 Magothy Yes Intersection of Bowling Green and Myron next to stop sign opposite 2436 Myron Rd
MW-03 130-150 150 Magothy Yes Intersection of Bowling Green and Myron next to stop sign opposite 2436 Myron Rd
MW-04 180 - 200 200 Magothy Yes Intersection of Bowling Green and Myron next to stop sign opposite 2436 Myron Rd
MW-05 90-110 110 Magothy Yes On Grand Blvd in front of 1052 Grand Blvd in the grass next to the tree
MW-06 110-130 130 Magothy Yes On Grand Blvd in front of 1052 Grand Blvd in the grass next to the tree
MW-07 90-110 110 Magothy Yes Front of school parking lot between sidewalk and road on Edgewood Drive
MW-08 120 - 140 140 Magothy Yes Front of school parking lot between sidewalk and road on Edgewood Drive
MW-09 310-315 315 Magothy Yes In front of 988 Bowling Green on the sidewalk
MW-10 275 - 285 285 Magothy Yes On the road in front of 1054 Bowling Green
MW-11D 275 - 285 285 Magothy Yes Opposite the rusted basketball Hoop
MW-11S 215 - 225 225 Magothy Yes Opposite the rusted basketball Hoop
MW-12 215-225 225 Magothy Yes In between 925 and 931 Stanford Court
MW-13 200 - 210 210 Magothy Yes
MW-14 185 - 205 205 Magothy Yes In front of 2685 Hyacinth St on the road
MW-15 185 - 205 205 Magothy Yes Behind the red shed
MW-16D 275 - 285 285 Magothy Yes
MW-16S 215 -225 225 Magothy Yes
MW-17D 275 - 285 285 Magothy Yes
MW-17S 215-225 225 Magothy Yes
FSMW-03B 135-145 143 Magothy Yes In the parking lot, after 3 light poles from Frost Street
FSMW-05B 130- 140 137 Magothy Yes on the entrance road of Toyota Dealership
FSMW-07B 136 - 146 145 Magothy Yes located in front of Valley National Bank, in a parking spot
FSMW-13A 69-79 79 UGA Yes
FSMW-13B 119-129 129 Magothy Yes
FSMW-13C 239-249 249 Magothy Yes
FSMW-14A 119-129 129 Magothy Yes On the curve of Hyacinth St between 2727 and 2726 Hyacinth St
FSMW-14B 159 - 169 169 Magothy Yes On the curve of Hyacinth St between 2727 and 2726 Hyacinth St
FSMW-14C 239 -249 249 Magothy Yes On the curve of Hyacinth St between 2727 and 2726 Hyacinth St
N-11843 50 - 55 55 UGA Yes Manhole labeled "water"
N-11848 50 - 55 60 UGA No Could not locate
N-11849 50 - 55 60 UGA No Could not locate
N-11850 55 - 60 65 UGA No Could not locate
N-11851 55-60 65 UGA Yes
N-11852 90 - 95 100 Magothy No Could not locate
N-11854 50 - 55 55 UGA No Could not locate
N-11858 50 - 55 60 UGA No Could not locate
N-11859 50-55 60 UGA Yes
N-11861 50 - 55 60 UGA No Could not locate
N-11862 50 - 55 60 UGA No Lid stuck could not open. Well labeled as water.
N-02602 805 Magothy Yes Gauging performed by others
N-08497 456 - 539 539 Magothy Yes Gauging performed by others

Wells where depth to water measurement was not collected



Table 2
Summary of Depth to Water Measurements

Installed | Measured .
) ) Depth to . Measuring
Well ID Easting Northing Well Well Water Screen Depth (Feet) | Hydrologic Point Elevation Groundwater Comments
(NADS83) (NADS83) Depth Depth Unit Elevation (amsl)
(feet) (feet) (Feet) (feet)
Top | Bottom
Upper Glacial Aquifer
FSMW-13A 1107432.23 214665.46 79 79.15 44.81 69 79 UGA 118 73.19 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
N-09938 1106265.87 215612.61| 79.6 68.7 48.95 72 77 UGA 123.88 74.925 Location and elevation from USGS website
N-10319 1104729.89 215083.96 57 63.65 47.09 47 57 UGA 120.88 73.785 Location and elevation from USGS website
N-10328 (NC-11) 1106100.66 214615.14 58 64.85 43.84 48 58 UGA 118.23 74.39 Location and elevation from USGS website
N-11843 1104805.85 215286.76 55 58.35 46.93 50 55 UGA 120.88 73.945 Location and elevation from USGS website
N-11851 1104810.85 214274.73 65 62.5 45.06 55 60 UGA 117.88 72.815 Location and elevation from USGS website
N-11859 1104351.59 213766.46 60 60.15 42.44 50 55 UGA 114.88 72.435 Location and elevation from USGS website
Magothy
EW-1B 1106606.83 214139.02 164 157.55 41.73 154 164 Magothy 113.84 72.11 Location and elevation from OU1 RD Pre-Design Work Plan
EW-1C 1106591.29 214133.38| 516 515.05 41.89 506 516 Magothy 113.99 72.1 Location and elevation from OU1 RD Pre-Design Work Plan
EW-2B 1105922.15 214176.02 142 131.1 42.43 132 142 Magothy 114.88 72.45 Location and elevation from OU1 RD Pre-Design Work Plan
EX-1 1107322.85 213894.38 205 204.5 35.49 185 205 Magothy 107.71 72.22 Location and elevation from OU1 RD Pre-Design Work Plan
EX-2 1103835.27 212587.22 285 285.25 35.87 265 285 Magothy 105.47 69.6 Location and elevation from OU1 RD Pre-Design Work Plan
FSMW-03B 1107776.14 215785.17 143 145 51.6 135 145 Magothy 126.23 74.63 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
FSMW-05B 1107837.77 215030.61 137 137.7 44.02 130 140 Magothy 117.99 73.97 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
FSMW-07B 1107063.15 214816.77 145 146.1 48.13 136 146 Magothy 121.44 73.31 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
FSMW-13B 1107433.80 214659.28 129 128.8 44.75 119 129 Magothy 117.94 73.19 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
FSMW-13C 1107436.15 214651.61 249 249.3 44.83 239 249 Magothy 117.81 72.98 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
FSMW-14A 1107262.83 214580.13 129 129.35 44.04 119 129 Magothy 117.16 73.12 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
FSMW-14B 1107256.69 214582.56 169 165.7 44.4 159 169 Magothy 117.36 72.96 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
FSMW-14C 1107249.01 214584.35 249 251.2 44.2 239 249 Magothy 117.19 72.99 Location and elevation from 2019 Groundwater Monitoring for Frost Street Sites
MW-01 1105300.86 213450.19 110 109.75 42.15 90 110 Magothy 113.67 71.52 Location and elevation from OU1 RD Pre-Design Work Plan
MW-02 1105304.62 213453.60 130 128.42 42.19 110 130 Magothy 113.69 71.5 Location and elevation from OU1 RD Pre-Design Work Plan
MW-03 1105296.00 213451.20f 150 149.92 42.1 130 150 Magothy 113.67 71.57 Location and elevation from OU1 RD Pre-Design Work Plan
MW-04 1105299.00 213460.70 200 198.8 42.42 180 200 Magothy 113.76 71.34 Location and elevation from OU1 RD Pre-Design Work Plan
MW-05 1105650.97 213806.40| 110 109.7 43.73 90 110 Magothy 115.64 71.91 Location and elevation from OU1 RD Pre-Design Work Plan
MW-06 1105653.58 213802.99 130 128.07 43.78 110 130 Magothy 115.7 71.92 Location and elevation from OU1 RD Pre-Design Work Plan
MW-07 1104331.50 211946.79 110 109.2 36.72 90 110 Magothy 105.92 69.2 Location and elevation from OU1 RD Pre-Design Work Plan
MW-08 1104337.36 211947.25 140 138.9 36.84 120 140 Magothy 105.85 69.01 Location and elevation from OU1 RD Pre-Design Work Plan
MW-09 1105703.40 212954.47| 315 315.35 39.31 310 315 Magothy 109.94 70.63 Location and elevation from OU1 RD Pre-Design Work Plan
MW-10 1105233.35 213449.23 285 283.25 41.93 275 285 Magothy 113.05 71.12 Location and elevation from OU1 RD Pre-Design Work Plan
MW-11D 1104018.49 212056.64| 285 284.6 38.13 275 285 Magothy 106.96 68.83 Location and elevation from OU1 RD Pre-Design Work Plan
MW-11S 1104018.49 212056.64 225 224.65 37.99 215 225 Magothy 106.96 68.97 Location and elevation from OU1 RD Pre-Design Work Plan
MW-12 1103100.39 212461.12 225 224.45 35.6 215 225 Magothy 104.7 69.1 Location and elevation from OU1 RD Pre-Design Work Plan
MW-13 1103498.73 211667.02 210 208.5 36.98 200 210 Magothy 105.26 68.28 Location and elevation from OU1 RD Pre-Design Work Plan
MW-14 1107347.51 214120.66 205 200.35 39.36 185 205 Magothy 111.85 72.49 Location and elevation from OU1 RD Pre-Design Work Plan
MW-15 1106780.90 213749.98 205 204.4 39.07 185 205 Magothy 111.03 71.96 Location and elevation from OU1 RD Pre-Design Work Plan
MW-16D 1106226.97 213313.45 285 285.55 37.83 275 285 Magothy 109.07 71.24 Location and elevation from OU1 RD Pre-Design Work Plan
MW-16S 1106226.97 213313.45 225 225.35 37.7 215 225 Magothy 109.04 71.34 Location and elevation from OU1 RD Pre-Design Work Plan
MW-17D 1107304.77 213282.84| 285 287.8 42.55 275 285 Magothy 113.87 71.32 Location and elevation from OU1 RD Pre-Design Work Plan
MW-17S 1107304.77 213282.84 225 227.7 42.48 215 225 Magothy 113.9 71.42 Location and elevation from OU1 RD Pre-Design Work Plan
N-02602 1101837.59 214627.43| 805 63 unknown | unknown [ Magothy 114.88 51.875 Location and elevation from USGS website
N-08497 1101884.37 214665.22 539 50 456 539 Magothy 114.88 64.875 Location and elevation from USGS website
N-10478 1103353.06 213356.73 121 116.35 39.88 101 121 Magothy 110.88 70.995 Location and elevation from USGS website
0U3-B1S 1103576.80 210067.48 390 390.1 21.73 380 390 Magothy 87.25 65.52 Location and elevation from EPA OU3 investigation data
0U3-B2S 1105237.59 210946.78| 272.5 272.7 32.39 262.5 272.5 Magothy 100.17 67.78 Location and elevation from EPA OU3 investigation data
0U3-B3S 1106996.37 211886.03 385 384.4 39.8 375 385 Magothy 109.30 69.5 Location and elevation from EPA OU3 investigation data




Table 3
Summary of Water Levels at Cluster Wells

Difference in

Well Depth t G dwat Diffi i Vertical
Easting Northing € epth to Screen Depth (Feet) | Hydrologic roun v.va €' | Groundwater | ©'Terence in er !ca
Well ID (NADS3) (NADS3) Depth Water Unit Elevation Elevation® Well Depth | Gradient
(feet) | (Feet) (amsl) ?"a ':’)" (ft bgs) (ft/ft)
ams
Top Bottom
EW-1B 1106606.83 | 214139.02 164 41.73 154 164 Magothy 72.11 0.01 352 5 84E-05
EW-1C 1106591.29 | 214133.38 516 41.89 506 516 Magothy 72.1
FSMW-13A . . . 73.19
1107432.23 | 214665.46 79 44.81 69 79 UGA 0 50 0.00E+00
FSMW-13B 1107433.80 | 214659.28 129 44.75 119 129 Magothy 73.19
0.21 120 1.75E-03
FSMW-13C 1107436.15 | 214651.61 249 44.83 239 249 Magothy 72.98
FSMW-14A 1107262.83 | 214580.13 129 44.04 119 129 Magothy 73.12 016 40 4.00E-03
FSMW-14B 1107256.69 | 214582.56 169 44.4 159 169 Magothy 7296
FSMW-14C 1107249.01 | 214584.35 249 44.2 239 249 Magothy 72.99 -0.03 80 -3.758-04
MW-01 1105300.86 | 213450.19 110 42.15 90 110 Magothy 71.52 0.02 20 1 00E-03
MW-02 1105304.62 | 213453.60 130 42.19 110 130 Magothy 71.5
-0.07 20 -3.50E-03
MW-03 1105296.00 | 213451.20 150 42.1 130 150 Magothy 71.57
0.23 50 4.60E-03
MW-04 1105299.00 | 213460.70 200 42.42 180 200 Magothy 71.34
MW-10 1105233.35 | 21344923 | 285 | 41.93 275 285 | Magothy 71.12 0.22 100 2.208-03
MW-05 1105650.97 | 213806.40 110 43.73 90 110 Magothy 71.91 001 20 5 00E-04
MW-06 1105653.58 | 213802.99 130 43.78 110 130 Magothy 71.92
MW-07 1104331.50 | 211946.79 110 36.72 90 110 Magothy 69.2 0.19 30 6.336.03
MW-08 1104337.36 | 211947.25 140 36.84 120 140 Magothy 69.01
MW-11S 1104018.49 | 212056.64 225 37.99 215 225 Magothy 68.97 014 €0 5 33£.03
MW-11D 1104018.49 | 212056.64 285 38.13 275 285 Magothy 68.83 ’ '
MW-16S 1106226.97 | 213313.45 225 37.7 215 225 Magothy 71.34 o1 €0 1 67E-03
MW-16D 1106226.97 | 213313.45 285 37.83 275 285 Magothy 71.24 ) '
MW-17S 1107304.77 | 213282.84 225 42.48 215 225 Magothy 71.42 o1 €0 1 67E-03
MW-17D 1107304.77 | 213282.84 285 42.55 275 285 Magothy 71.32 ) '
Notes:

1. Negative value indicates groundwater flows upward.




Table 4
Groundwater Sampling Results

Location D) EW-1B EW-1C EW-2B EX-1 EX-2 FSMW-138 FSMW-13C FSMW-13C FSMW-14C MW-T MW-10
sample ID| EW-1B-20191126 | EW-1C-20191126 | EW-2B-20191203 EX-1-20191210 EX-2-20191204 | FSMW-13B-20191202 | FSMW-13C-20191202 [FSMW-13C-20191202-1| FSMW-14C-20191202 | MW-1-20191125 | MW-10-20191205
sample Date 11/26/2019 11/26/2019 12/3/2019 12/10/2019 12/4/2019 12/2/2019 12/2/2019 12/2/2019 12/2/2019 11/25/2019 12/5/2019
Sample Type N N N N N N N FD N N N
ROD Cl NYSDEC GW
Analyte cas No. Cmeri:&’g‘]‘j’l’) Criteria | Result (ug/l) Qual.| Result (ug/l) Qual| Result (ug/l) Qual.| Result(ug/l) Qual| Result (ug/l) Qual| Result(ug/l) Qual| Result(ug/l) Qual| Result(ug/l) Qual| Result(ug/l) Qual| Result(ug/) Qual| Result(ug/l) Qual.
(ug/l)

T 71-55-6 5 0.35]0 0.5]U 0.12[) 0.5]U 0.79] 0.5[U 1.3 1.3 0173 0.61]
2-Tetrachloroethane 79-34°5 NA 5 0.5[u 0.5[u 0.5[u o.gly 0.5[U o.gly o.gly 0.5[U 0. 0.5[u
1,1,2-Trichloro-1,2,2-Tri 76-13-1 NA 5 05U 05U 0.88 05U 0.39[3 05U 0.97 0.95] 05U 05U
Trichloroethane 79-00-5 1 0.5[u 0.5[u 0.5[u o.gly 0.28]J o.gly o.gly 0.5[u 0.5[u 0.5[u

75-34-3 5 0.49[J 0.45[3 0.24]3 05U 2.2 05U 0.91 0.9 0.19[3 6.2
75-35-4 5 1.7 0.5[UJ o.gly o.gly 3.7| o.gly 10| 9.9( 0.89) 0.5]U
T 87-61-6 NA 5 0.5[U 0.5[U 0.5[UJ 0.5[U 0.5[U 0.5[UJ 0.5[U 0.5[U 0.5[U 0.5[U
Trichlorobenzene 120-82-1 NA 5 0 gly o.glp D,%UJ o.gly 0. gly D,%UJ 0. gly 0. gly o.gly 0.5[u
0-3- 96-12-8 NA 0.04 05U 05U 0.5[uJ 05U 05U 0.5[uJ 05U 05U 05U 05U
106-93-4 NA 0.0006 0 gly 0 gly o.glp o.gly o.gly o.gly o.gly o.gly o.gly 0.5[u
95-50-1 NA 3 05U 05U 0.5[uJ 05U 0.11[3 0.5[uJ 05U 05U 05U X 05U
107-06-2 NA 0.6 0 gly 0 gly o.glp o.gly 0.5[U 0.5[u 0.5[U 0.5[u o.gly o.a_aIJ 0.5[u
78-87-5 NA 1 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U
541-73-1 NA 3 0 gly 0 gly o.%uJ o.gly 0.5[u D,%UJ 0.5[u 0.5[u o.gly o.gly 0.5[u
106-46-7 NA 3 05U 05U 0.5[uJ 05U 0.12[3 0.5[uJ 05U 05U 05U 05U 05U
2-Butanone 78-93-3 NA 50 gly gly gly gly gly gly gly gly gly gly s|u
2-Hexanone 591-78-6 NA 50 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y
4-Methyl-2-Pentanone 108-10-1 NA gly gly gly gly gly gly gly gly gly gly s|u
Acetone 67-64-1 NA 50 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y 5[y
Benzene 71-43-2 NA 1 0 gly 0 gly o.glp o.gly 0173 o.gly 0.5]u 0.5]U o.gly o.gly 0.5]U
74-97-5 NA 5 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U
75-27-4 NA 50 0 gly 0.5[u o.gly o.gly o.gly o.gly 0.5[u 0.5[u o.gly o.gly 0.5[U
75-25-2 NA 50 05U 05U 0.5[uJ 05U 05U 0.5[uJ 05U 05U 05U 05U 05U
74-83-9 NA 5 0 gly 0 gly 0 gly o.glp 0.5[u o.gly o.gly o.gly o.gly o.gly 0.5[u
Carbon Disuffide 75-15-0 NA 60 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U 0.07[3
Carbon Te 56-23-5 NA 5 0 gly 0.2_9|J o.gly o.gly 0, gly o.gly 4.4] 4.3 0.95| 0.23[) 0.5]U
c 108-90-7 NA 5 05U 05U 05U 05U 0.12[3 05U 05U 05U 05U 05U 05U
c 75-00-3 NA 5 0 gly o.glp 0.5[u o.gly 0.5[u o.gly 0. gly o.gly o.gly o.gly 0.5[u
Chloroform 67-66-3 7 0.87 05U 055 05U 058 05U 6.2 6.2 0.91 2.1)) 05U
C 74-87-3 NA 5 n.glp 0.5[u 0.5[u o.gly 0.11]J 0.5[u 0. gly o.gly o.gly 0.5[u 0.5[u
cis-1,2-D 156-59-2 5 2.2] 8.3[J- 0.8 1 17] 0.69 34] 32| 35 54] 05U
cis-1,3-Di 10061-01-5 NA 0 gly o.glp o.glp o.gly o.gly 0.5[u 0.5[u 0.5[u o.gly 0. gly 0.5[u
C 110-82-7 NA 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U
D 124-48-1 NA 50 0 gly o.glp o.gly o.gly o.gly o.gly 0.5[u 0.5[u o.gly 0. gly 0.5[u
Dichlorodifl 75-71-8 NA 5 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U
[ 100-41-4 NA 5 0 gly 0 gly o.glp o.gly o.gly o.gly 0.5[u 0.5[u 0.5[u 0. gly 0.5[u
98-82-8 NA 5 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U
[M, P xylenes 179601-23-1 NA o.gly o.gly o.gly o.gly o.gly o.gly 0, gly 0, gly 0, gly 0, gly 0.5]u
Pel Acetate 79-20-9 NA 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U 05U
Methyl tert-Butyl Ether 1634-04-4. NA 10 0.21]J 0 gly 0 gly o.glp 26| o.gly 1.2 1.2 0.19[) 0, % 0.5]U
w 108-87-2 NA 0.5[U 0.5[U 0.5[U 0.5[U 0.5[u 0.5[U 0.5[u 0.5[U 0.5[U 0.5[U 0.5[U
Chloride 75-09-2 NA 5 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U
[o-Xylene 95-47-6 NA 5 0 El“u u,EI‘u oEI‘u oEI‘u o,ﬂlﬁ oEI‘u o,§|‘u 0. §|“u 05U o,§|‘u 05U
[Styrene 100-42-5 NA 5 0.5]U 0.5]U 0 gly 0 gly 0, gly 0.5]U 0.5]U 0.5]U o.gly 0.5]U 0.5[U

T £) 127-18-4 5 38| 0.18[J 2.7 47| 260 26| 45| 44] 54 48] 0.54]
Toluene 108-88-3 NA 5 0.5[u 0.5[u o.glp o.gly o.gly 0.5[u 0.5[u 0.5[u o.gly 0.5[u 0.5[u
trans-1,2-Di 156-60-5 NA 5 05U 0.5[uJ 05U 05U 05U 05U 0.26[3 0.23[3 05U 0.25[3+ 05U
10061-02-6 NA 0 gly 0 gly o.glp o.glp o.gly o.gly 0.5[u 0.5[u o.gly 0.5[u 0.5[u

(TCE) 79-01-6 5 58 33| 5.9 25 220 13 200 190 20| 140 1.2
T 75-69-4 NA 5 0 gly n.glp o.glp o.gly 0.13|J 0.5]U 0.12[) 0.12[) 0.5]U gly 0.5]U
Viny! Chloride 75-01-4 NA 2 05[u 05[u 05[u 05[u 05[u 05[u 05[u 05[u 05[u 5[u 05[u

Notes:

1. NYSDEC Groundwater Standards are provided for only those contaminants that are not
identified as a COC in the ROD and therefore do not have any cleanup standard listed in
the ROD.

Criteria was exceeded
U - Nondetect

J - Estimated

J+ - potential bias high
J- - potential bias low

FD - field duplicate

N - normal

COC - Contaminant of Concern
ROD - Record of Decision
NA - Not Applicable

GW - Groundwater

Qual. - Qualifier



FJR

Table 4
Groundwater Sampling Results

Location ID| MW-11D MW-11S MW-12 MW-13 MW-14 MW-15 MW-15 MW-16D MW-165 MW-17D MW-17S
Sample ID| MW-11D-20191204 | MW-11S-20191204 MW-12-20191210 MW-13-20191204 MW-14-20191126 MW-15-20191209 | MW-15-20191209-1 | MW-16D-20191203 | MW-16S-20191203 | MW-17D-20191209 | MW-17S-20191209
sample Date 12/4/2019 12/4/2019 12/10/2019 12/4/2019 11/26/2019 12/9/2019 12/9/2019 12/3/2019 12/3/2019 12/9/2019 12/9/2019
Sample Type N N N N N N N N N N
ROD Cl NYSDEC GW
Analyte cas No. Cmeri:(i’g‘l‘j’l’) Criteria | Result (ug/) Qual.| Result (ug/l) Qual.| Result (ug/) Qual.| Result (ug/l) Qual| Result (ug/l) Qual| Result(ug/) Qual| Result(ug/) Qual| Result(ug/l) Qual.| Result (ug/l) Qual| Result (ug/) Qual| Result (ug/l) Qual.
(ug/l)

T 71-55-6 5 8] 3.6] 0.44]3 0.31]) s[u 0.5]U 0.5[U 5.6] 0.5]U 200[U 0.5]U
2-Tetrachloroethane 79-34-5 NA 5 0.5]u 0.5]u o.glp 0.5]u gly o.gly o.gly o.gly o.gly 200[U 0.5]u
1,1,2-Trichloro-1,2,2-Tri 76-13-1 NA 5 15 95 05U 0.15J 5[y 05U 05U 18 05U 200[u 05U
Trichloroethane 79-00-5 1 0.97 0.78 0.5[u 0.5[u gly o.gly o.gly o.gly o.gly 200]U 0.5[u
75-34-3 5 15 41 0.56 18 5[y 05U 05U 42 05U 200[u 05U
75-35-4. 5 34] 21[3+ 1.4] 0 gly gly o.glp o.gly 183+ 0 gly 200[U 0.5]U
Tri 87-61-6 NA 5 05U 05U 05U 05U 5[y 05U 05U 05U 0.5[uJ 200[u 05U
Trichlorobenzene 120-82-1 NA 5 0.5[u 0.5[u o.glp gly o.gly o.gly o.gly D,%UJ 200]U 0.5[u
ibromo-3-C 96-12-8 NA 0.04 05U 05U 05U 5[y 05U 05U 05U 0.5[uJ zoglu 05U
106-93-4 NA 0.0006 0.5[u 0 gly o.glp gly 0 gly 0 gly o.gly o.gly 200]U 0.5[u
95-50-1 NA 3 0.26[J 0.1[) 05U 5[y 05U 05U 05U 0.5[uJ @'u 05U
107-06-2. NA 0.6 1.2] 0 CﬁIJ 0 gly gly 0 gly 0 gly 0.14[) o.gly 200[U 0.5]U
78-87-5 NA 1 05U 05U 05U 5[y 05U 05U 05U 05U 200[u 05U
541-73-1 NA 3 0.5]U 0 OEIJ o.glp s|u o.gly o.gly o.gly o.%uJ 200[U 0.5]u
106-46-7 NA 3 055 0.12[J 05U 5[y 05U 05U 05U 0.5[uJ 200[u 05U
2-Butanone 78-93-3 NA 50 5[u gly gly 50[U gly gly gly gly 2000[u s[u
2-Hexanone 591-78-6 NA 50 5[y 5[y 5[y 50[U 5[y 5[y 5[y 5[y 2000[U 5[y
4-Methyl-2-Pentanone 108-10-1 NA gly gly gly 50[U gly gly gly gly 2000[u s[u
Acetone 67-64-1 NA 50 5[y 5[y 5[y 50[U 5[y 5[y 5[y 5[y 2000[U 5[y
Benzene 71-43-2 NA 1 4.1 0 13|J 0 gly 5[u o.gly o.gly o.gly o.gly 200[U 0.5]U
74-97-5 NA 5 05U 05U 05U El'u 05U 05U 05U 05U 200[u 05U
75-27-4 NA 50 0 OEIJ 0.5[u o.glp gly o.gly o.gly o.gly o.gly 200]U 0.5[u
75-25-2 NA 50 05U 05U 05U 5[y 05U 05U 05U 0.5[uJ 200[u 05U
74-83-9 NA 5 0 gly 0.1 o.glp gly o.gly o.gly 0.5[u o.gly 200]U 0.5[U
Carbon Disuffide 75-15-0 NA 60 05U 05U 05U 5[y 05U 05U 05U 05U 200[u 05U
Carbon Te 56-23-5 NA 5 1.3[ 0.12[J o.glp gly o.gly o.gly o.gly o.gly 200[U 0.5]u
c 108-90-7 NA 5 05U 05U 05U 5[y 05U 05U 05U 05U 200[u 05U
c 75-00-3 NA 5 0 gly 0.5[u n.glp gly o.gly o.gly o.gly o.gly 200]U 0.5[u
Chloroform 67-66-3 7 72 uﬁ 05U 5[y 05U 05U 05U 0.61 200[u 05U
Cl 74-87-3 NA 5 0.16[J 0.24]J o.glp gly o.gly o.gly 0.5]U o.gly 200[U 0.5]U
cis-1,2-D 156-59-2 5 160| 35 2.1 5[u 05U 05U 23] 05U 950 05U
cis-1,3-Di 10061-01-5 NA 0 gly 0.5[u o.glp gly o.gly o.gly o.gly o.gly 200y 0.5[u
C 110-82-7 NA 0.14[J 05U 05U X 5[y 05U 05U 05U 05U 200[u 05U
D 124-48-1 NA 50 0 gly 0 gly o.glp o.glp gly o.gly o.gly o.gly o.gly 200y 0.5[u
Dichlorodifl 75-71-8 NA 5 05U 05U 05U 05U 5[y 05U 05U 05U 05U 200[u 05U
[Ed 100-41-4 NA 5 0 gly 0 gly o.glp o.glp gly o.gly o.gly 0.5[U o.gly 200]U 0.5[u
98-82-8 NA 5 0.13J 05U 05U 05U 5[y 05U 05U 05U 05U 200[u 05U
[M, P xylenes 179601-23-1 NA 0 gly 0 gly o.glp o.glp gly o.gly o.gly o.gly o.gly 200[U 0.5]U
Pel Acetate 79-20-9 NA 05U 05U 05U 05U 5[y 05U 05U 05U 05U 200[u 05U
Methyl tert-Butyl Ether 1634-04-4. NA 10 0.13[J 3[ 0 AEIJ o.agIJ gly o.gly o.gly 0.9[ o.gly 200[u 0.5]u
w 108-87-2 NA 0.5[U 0.5[U 0.5[U 0.5[u 5[u 0.5[U 0.5[U 0.5[U 0.5[U 200|U 0.5[U
Chloride 75-09-2 NA 5 0.5|U 0.5|U 0.5|U 0.5|U 5|U 0.5|U 0.5|U 0.5|U 0.5|U 200[U 0.5|U
[o-Xylene 95-47-6 NA 5 1 EI‘ 0 El“u 0 El“u oEI‘u El“u oEI‘u oEI‘u oEI‘u oEI‘u 200[u 05U
[Styrene 100-42-5 NA 5 0 gly 0 gly 0.5]U 0.5]U gly 0.5]U o.gly o.gly o.gly 200[U 0.5[u

T £) 127-18-4 5 1100 1200 28] 29| 160 0.62 0.54] 120 05U 7000! 0.9
Toluene 108-88-3 NA 5 0 gly 0.5[u 0.5[u o.glp gly 0.5[u o.gly o.gly o.gly 200]u 0.5[u
trans-1,2-Di 156-60-5 NA 5 0.64[J+ 0.23[3+ 05U 05U 5[y 05U 05U 0.31[J+ 05U 200[u 05U
10061-02-6 NA 0.5|U 0.5|U 0.5|U 0.5|U 5|U 0.5|U 0.5|U 0.5|U 0.5|U 200[U 0.5|U
(TCE) 79-01-6 5 730-|“ 220 19‘|‘ 2.4 gvg-l“ 0 El“u 0 El“u sil“ 0 El“u 900 05U
T 75-69-4 NA 5 11| 0 CgIJ 0 gly o.glp gly 0.5]U o.gly o.gly o.gly 200[U 0.5]U
Viny! Chloride 75-01-4 NA 2 05[u 5[y 05[u 05[u s[u 05[u 05[u 05[u 05[u 200[u 05[u

Notes:

1. NYSDEC Groundwater Standards are provided for only those contaminants that are not

identified as a COC in the ROD and therefore do not have any cleanup standard listed in

the ROD.

Criteria was exceeded
U - Nondetect

J - Estimated

J+ - potential bias high
J- - potential bias low

FD - field duplicate

N - normal

COC - Contaminant of Concern
ROD - Record of Decision
NA - Not Applicable

GW - Groundwater

Qual. - Qualifier



FJR

Table 4
Groundwater Sampling Results

Location 1D| MW-2 MW-3 MW-4 MW-5 MW-6 MW-7 MW-8 MW-9
sample ID| MW-2-20191125 | MW-3-20191125 | MW-4-20191125 | MW-5-20191205 | MW-6-20191205 | MW-7-20191206 | MW-8-20191206 | MW-9-20191203
Sample Date 11/25/2019 11/25/2019 11/25/2019 12/5/2019 12/5/2019 12/6/2019 12/6/2019 12/3/2019
Sample Type N N N N N N N N
ROD Cl NYSDEC GW
Analyte Cas No. Cmeri:(i’g‘l‘j’l’) Criteri? Result (ug/l) Qual.| Result (ug/l) Qual.| Result (ug/l) Qual| Result (ug/l) Qual.| Result (ug/l) Qual.| Result (ug/l) Qual| Result (ug/l) Qual.| Result (ug/l) Qual.
(ug/l)
T 71-55-6 5 5.4] 2] 18] 0.12[0 0.5[U .5]U 7.5]
2-Tetrachloroethane 79-34-5 NA 5 0.5]u 0.5]u 0.5]u o.gly o.gly s|u 0.5|u
1,1,2-Trichloro-1,2,2-Tri 76-13-1 NA 5 0.6 0.6 10, 05U 05U 05U 2.2
Trichloroethane 79-00-5 1 0 lgll 0.5] 0.24) o.gly . o.gly 0.5]U 0.16[J
75-34-3 5 13] 3&' 31 05| 12, 011 0.26[3 33
75-35-4 5 3% 81] 62| 0 gly 27| 0 gly 0.5[u 18
Tri 87-61-6 NA 5 05U 05U 05U 05U 0.5[UJ 05U 05U 05U
Trichlorobenzene 120-82-1 NA 5 0 gly 0 gly 0.5[u o.gly 0.5[uJ o.gly o.gly 0.5[u
ibromo-3-C| 96-12-8 NA 0.04 05[U 05U 05[U 05U 0.5[UJ 05U 05U 05[U
106-93-4 NA 0.0006 0 gly 0 gly o.glp o.gly o.gly o.gly o.gly 0.5[u
95-50-1 NA 3 05U 05U 05[U 05[U 0.5[UJ 05U 05U 05U
107-06-2. NA 0.6 0.21]J 1.2| 0 # 0 gly 0.3[) o.gly o.gly 0.33[)
78-87-5 NA 1 0.5[U 0.5[U 0.5[U 0.5[U 0.5[U 0.5[U 0.5[u 0.5[U
541-73-1 NA 3 0 gly 0 gly 0.1]1 o.gly o.%uJ o.gly o.gly 0.5]u
106-46-7 NA 3 05[U 05U 05U 05U 0.5[UJ 05U 05U 05U
2-Butanone 78-93-3 NA 50 gly gly gly gly gly gly gly s[u
2-Hexanone 591-78-6 NA 50 5[u 5[u 5[u 5[u 5[u 5[u 5[u 5[u
4-Methyl-2-Pentanone 108-10-1 NA gly gly gly gly gly gly gly s|u
Acetone 67-64-1 NA 50 5[u 5[u 5[u 5[u 5[u 5[u 5[u 5[u
Benzene 71-43-2 NA 1 0 gly 017 o.glp o.gly 0.5]U o.gly o.gly 0.5]U
74-97-5 NA 5 05[U 05U 05[U 05U 05U 05U 05[U 05U
75-27-4 NA 50 0 gly 0 gly o.glp o.gly 0.5[u o.gly o.gly 0.5[u
75-25-2 NA 50 05[U 05U 05[U 05U 0.5[UJ 05U 05U 05U
74-83-9 NA 5 0 gly 0 gly o.glp o.gly o.gly o.gly o.gly 0.5[u
Carbon Disulfide 75-15-0 NA 60 05[U 05U 05[U 05U 05[U 05[U 05[U 05U
Carbon Te 56-23-5 NA 5 0 gly 0.5]U o.glp o.gly 0.11[) o.gly o.gly 0.1]1
cl 108-90-7 NA 5 05[U 05U 05U 05U 05U 05[U 05U 05U
c 75-00-3 NA 5 0 gly 0 gly 0.5[u 0.5[U 0.5[u o.gly o.gly 0.5[u
Chioroform 67-66-3 7 15[) 0.81]) 0.92[3 0.96 0.65 05[U 05U 0.62
c 74-87-3 NA 5 0 gly 0.5[u 0.5[u 0.5[u 0.5[U 0.5[u o.gly 0.5[u
cis-1,2-D 156-59-2 5 19 9.5[3+ 113+ 012 6.5+ 0.93 05[U 12[3+
cis-1,3-Di 10061-01-5 NA 0 gly 0 gly o.glp o.glp o.gly 0.5[u o.gly 0.5[u
C 110-82-7 NA 05U 05[U 05U 05U 05U 05U 05[U 05[U
D 124-48-1 NA 50 0 gly 0 gly o.glp o.glp o.gly o.gly 0.5[u 0.5[u
Dichlorodifl 75-71-8 NA 5 05[U 05U 05U 05U 05U 05U 0.13[3 05U
[Ed 100-41-4 NA 5 0 gly 0.5[u 0.5[u o.glp o.gly o.gly o.gly 0.5[U
98-82-8 NA 5 05U 05[U 05U 05U 05U 05U 05U 05U
[M, P xylenes 179601-23-1 NA 0 gly 0 gly o.glp o.glp o.gly o.gly o.gly 0.5]u
Pel Acetate 79-20-9 NA 05U 05U 05U 05[U 05U 05U 05U 05U
Methyl tert-Butyl Ether 1634-04-4. NA 10 0.88| 0 gly 2[ o.glp o.z_sIJ 0.13|J o.gly 0.55
w 108-87-2 NA 05[U 05[U 05[U 05U 05U 05U 05U 05U
Chloride 75-09-2 NA 5 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U 0.5|U
[o-Xylene 95-47-6 NA 5 0 El“u 0 El“u oEI‘u oEI‘u 05U oEI‘u oEI‘u 05U
[Styrene 100-42-5 NA 5 0 gly 0 gly o.glp 0.5]U 0.5]U o.gly 0.5]U 0.5]U
T 5) 127-18-4 5 30[J- 14, 31 0.68 17, 078 0.26]3 29
Toluene 108-88-3 NA 5 0.5[u 0.5[u o.glp 0.5[u o.gly o.gly 0.5[u 0.5[u
trans-1,2-Di 156-60-5 NA 5 0.23]3+ 0.22[3+ 05[U 05U 05U 05U 05U 0.13[3+
10061-02-6 NA 0.5[u 0.5[u o.glp o.glp 0.5[u o.gly 0.5[u 0.5[u
(TCE) 79-01-6 5 61[J- 110 76 13| 86 0.27]3 0.18[ 140
T 75-69-4 NA 5 0 gly 0 gly o.glp o.glp 0.5[u o.gly 0.5[u 0.5[u
Vinyl Chioride 75-01-4 NA 2 05[U 05U 05[U 05[U 05U 05U 05[U 05U
Notes:

1. NYSDEC Groundwater Standards are provided for only those contaminants that are not

identified as a COC in the ROD and therefore do not have any cleanup standard listed in

the ROD.

Criteria was exceeded
U - Nondetect

J - Estimated

J+ - potential bias high
J- - potential bias low

FD - field duplicate

N - normal

COC - Contaminant of Concern
ROD - Record of Decision
NA - Not Applicable

GW - Groundwater

Qual. - Qualifier
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Water Level Gauging Field Records



EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-07B
Well Tag ID:
Well Installation date:
From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 1065/1085 Old Country Rd, Westbury
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 143 ftbgs
Well Depth (as measured): 145 fttoc
Screened interval: 135-145 ft
Open hole interval: ft
Depth to water: 51.6 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

located in front of valley national bank, in a parking spot

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: N-10328 (NC-11)
Well Tag ID:
Well Installation date:
From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): New York Avenue/Old Country Road
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 58 ftbgs
Well Depth (as measured): 64.85 fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: 43.84 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

Next to the one way sign, shallow well marked

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: N-09938
Well Tag ID:
Well Installation date:
From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): State Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 79.6 ftbgs
Well Depth (as measured): 68.7 fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: 48.95 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

Manhole labeled as water, In front of Building 1, State Street

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-03B
Well Tag ID:
Well Installation date:
From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 89 Frost Street, Westbury
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 145 ftbgs
Well Depth (as measured): 143 fttoc
Screened interval: 135-145 ft
Open hole interval: ft
Depth to water: 51.6 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

In the parking lot, after 3 light poles from frost street

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-05B
Well Tag ID:
Well Installation date:
From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 1137 Old Country Rd, Westbury
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 137 ftbgs
Well Depth (as measured): 137.7 fttoc
Screened interval: 130-140 ft
Open hole interval: ft
Depth to water: 44.02 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

On the entrance road of Toyota car dealership

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: N-11843
Well Tag ID:
Well Installation date:
From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Main Street/Swalm Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 55 ftbgs
Well Depth (as measured): 58.35 fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: 46.93 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

In between two building left side of street, manhole says water

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: N-10319
Well Tag ID:
Well Installation date:
From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 558 Main Street, Westbury
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 4 inches
Well Depth (as installed): 57 ftbgs
Well Depth (as measured): 63.65 fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: 47.09 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Located inside Fence, EPA had to call the lawyer and then the building owner came out and gave

aCCess

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: EW-1B

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Flower Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 164 ftbgs
Well Depth (as measured): 157.55 fttoc
Screened interval: 154-164 ft
Open hole interval: ft
Depth to water: 41.73 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

In the middle of the Flower Street between Hyacinth St and Iris Place

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: EW-1B

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Flower Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 4 inches
Well Depth (as installed): 516 ftbgs
Well Depth (as measured): 515.05 fttoc
Screened interval: 506-516 ft
Open hole interval: ft
Depth to water: 41.89 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

In the middle of the Flower Street between Hyacinth St and Iris Place

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-14A

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Hyacinth Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 129 ftbgs
Well Depth (as measured): 129.35 fttoc
Screened interval: 119-129 ft
Open hole interval: ft
Depth to water: 44.04 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

On the cruve of Hyacinth st between 2727 and 2726 Hyacinth St

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-14B

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Hyacinth Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 169 ftbgs
Well Depth (as measured): 165.7 fttoc
Screened interval: 159-169 ft
Open hole interval: ft
Depth to water: 444 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

On the cruve of Hyacinth st between 2727 and 2726 Hyacinth St

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-14C

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Hyacinth Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 249 ftbgs
Well Depth (as measured): 251.2 fttoc
Screened interval: 239-249 ft
Open hole interval: ft
Depth to water: 44.2 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

On the cruve of Hyacinth st between 2727 and 2726 Hyacinth St

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: EW-2B

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7537
Longitude -73.5608
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Astor Place North
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: Steel
Well casing material: PVC
Surface Casing diameter: 4 inches
Well Diameter: 2 inches
Well Depth (as installed): 142 ftbgs
Well Depth (as measured): 131.1 fttoc
Screened interval: 132-142 ft
Open hole interval: ft
Depth to water: 4243 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

On the Road in front of 2531 and 2535 Astor Place

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: EW-2C

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7537
Longitude -73.5608
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Astor Place North
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: Steel
Well casing material: Unknown
Surface Casing diameter: 6 inches
Well Diameter: 4 inches
Well Depth (as installed): ftbgs
Well Depth (as measured): fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

On the Road in front of 2531 and 2535 Astor Place, Metal on Metal rusted well, Could not open

well cap

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-04

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7517
Longitude -73.5631
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Myron
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 4 inches
Well Depth (as installed): 200 ftbgs
Well Depth (as measured): 198.8 fttoc
Screened interval: 180-200 ft
Open hole interval: ft
Depth to water: 42.22 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Cross Section of Bowling green and Myron next to stop sign opposite 2436 Myron Rd

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-02

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7517
Longitude -73.5631
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Myron
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 130 ftbgs
Well Depth (as measured): 128.42 fttoc
Screened interval: 110-130 ft
Open hole interval: ft
Depth to water: 42.19 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Cross Section of Bowling green and Myron next to stop sign opposite 2436 Myron Rd

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)

Page 32 of 92



EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-01

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7517
Longitude -73.5631
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Myron
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 110 ftbgs
Well Depth (as measured): 109.75 fttoc
Screened interval: 90-110 ft
Open hole interval: ft
Depth to water: 42.15 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Cross Section of Bowling green and Myron next to stop sign opposite 2436 Myron Rd

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-03

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7517
Longitude -73.5631
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Myron
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 150 ftbgs
Well Depth (as measured): 149.92 fttoc
Screened interval: 130-150 ft
Open hole interval: ft
Depth to water: 421 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Cross Section of Bowling green and Myron next to stop sign opposite 2436 Myron Rd

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-10

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7517
Longitude -73.5633
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Bowling green drive
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 285 ftbgs
Well Depth (as measured): 283.25 fttoc
Screened interval: 275-285 ft
Open hole interval: ft
Depth to water: 41.93 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

On the road in front of 1054 Bowling green, Labeled as water missing well plug

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)

Page 38 of 92



EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-09

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7504
Longitude -73.5617
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 988 Bowling Green Drive
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 315 ftbgs
Well Depth (as measured): 315.35 fttoc
Screened interval: 305-315 ft
Open hole interval: ft
Depth to water: 39.31 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

In front of 988 Bowling green on the sidewalk

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-06

Well Tag ID: _
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7527
Longitude -73.5618
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Grant Blvd
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 130 ftbgs
Well Depth (as measured): 128.07 fttoc
Screened interval: 110-130 ft
Open hole interval: ft
Depth to water: 43.78 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

On grant Blvd in front of 1052 grand blvd in the grass next to the tree

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-05

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7527
Longitude -73.5618
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Grant Blvd
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 110 ftbgs
Well Depth (as measured): 109.7 fttoc
Screened interval: 90-110 ft
Open hole interval: ft
Depth to water: 43.73 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

On grant Blvd in front of 1052 grand blvd in the grass next to the tree

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-07

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7476
Longitude -73.5666
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Edgewood Drive
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 110 ftbgs
Well Depth (as measured): 109.2 fttoc
Screened interval: 90-110 ft
Open hole interval: ft
Depth to water: 36.72 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Front of school parking lot between sidewalk and road on edgewood drive

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-08

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7476
Longitude -73.5666
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Edgewood Drive
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 140 ftbgs
Well Depth (as measured): 138.9 fttoc
Screened interval: 120-140 ft
Open hole interval: ft
Depth to water: 36.84 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Front of school parking lot between sidewalk and road on edgewood drive

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: EX-2

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7494
Longitude -73.5684
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Sheldon Dr
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 8 inches
Well Diameter: 6 inches
Well Depth (as installed): 285 ftbgs
Well Depth (as measured): 285.25 fttoc
Screened interval: 265-285 ft
Open hole interval: ft
Depth to water: 35.87 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

In the Road on Sheldon Dr

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: OU3-B1S

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 693 The Plain Road
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 390 ftbgs
Well Depth (as measured): 390.1 fttoc
Screened interval: 380-390 ft
Open hole interval: ft
Depth to water: 21.73 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

Between Road and Sidewalk

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: 0OU3-B2S

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Plum Tree Road East
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 272.5 ftbgs
Well Depth (as measured): 272.7 fttoc
Screened interval: 264.5-272.5 ft
Open hole interval: ft
Depth to water: 32.39 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Across from 872 Plum Tree Road East, side yard of 2255 Elderberry Drive, Westbury

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: OU3-B3S

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 825 Merillon Ave
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 385 ftbgs
Well Depth (as measured): 384.4 fttoc
Screened interval: 375-385 ft
Open hole interval: ft
Depth to water: 39.8 ftbtoc
Date: 11/20/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

In front of the house on the road

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/20/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-15

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7525
Longitude -73.5577
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Recharge Basin #51
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 205 ftbgs
Well Depth (as measured): 204.4 fttoc
Screened interval: 185-205 ft
Open hole interval: ft
Depth to water: 39.07 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

behind 2618 hyacinth St, Westbury, parrellel to the red shed

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-17S

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7512
Longitude -73.5559
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Recharge Basin #51
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 225 ftbgs
Well Depth (as measured): 227.7 fttoc
Screened interval: 215-225 ft
Open hole interval: ft
Depth to water: 42.48 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Located behind 40 Choir Lane about 100 ft into the basin, stick up

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-17S

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7512
Longitude -73.5559
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Recharge Basin #51
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 285 ftbgs
Well Depth (as measured): 287.8 fttoc
Screened interval: 275-285 ft
Open hole interval: ft
Depth to water: 42.55 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Located behind 40 Choir Lane about 100 ft into the basin, stick up

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: EX-1

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7529
Longitude -73.5558
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Recharge Basin #51
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 205 ftbgs
Well Depth (as measured): 204.4 fttoc
Screened interval: 185-205 ft
Open hole interval: ft
Depth to water: 39.07 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

behind 2666 hyacinth St, Westbury

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-16S

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7513
Longitude -73.5598
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 2485 Lindy Road
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 225 ftbgs
Well Depth (as measured): 225.35 fttoc
Screened interval: 215-225 ft
Open hole interval: ft
Depth to water: 37.7 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-16D

Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7513
Longitude -73.5598
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 2485 Lindy Road
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 285 ftbgs
Well Depth (as measured): 285.55 fttoc
Screened interval: 275-285 ft
Open hole interval: ft
Depth to water: 37.82 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-11S
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7479
Longitude -73.5677
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable):
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 225 ftbgs
Well Depth (as measured): 224.65 fttoc
Screened interval: 215-225 ft
Open hole interval: ft
Depth to water: 37.99 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Opposite the rusted basketball Hoop; Nelson Place, south side of 817 Edgewood Drive

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-11D
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7479
Longitude -73.5677
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable):
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 285 ftbgs
Well Depth (as measured): 284.6 fttoc
Screened interval: 275-285 ft
Open hole interval: ft
Depth to water: 38.13 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.

Page 71 of 92



EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Opposite the rusted basketball Hoop; Nelson Place, south side of 817 Edgewood Drive

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: MW-13
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7468
Longitude -73.5696
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 843 Regent Drive
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 210 ftbgs
Well Depth (as measured): 208.5 fttoc
Screened interval: 200-210 ft
Open hole interval: ft
Depth to water: 36.98 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

843 Regent Drive

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-12
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.749
Longitude -73.5711
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Stanford Court
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 225 ftbgs
Well Depth (as measured): 224.45 fttoc
Screened interval: 215-225 ft
Open hole interval: ft
Depth to water: 35.6 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

In between 925 and 931 Stanford Court, Rusted bolt needed to be opened

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: MW-14
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7535
Longitude -73.5557
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Hyacinth Street
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 205 ftbgs
Well Depth (as measured): 200.35 fttoc
Screened interval: 185-205 ft
Open hole interval: ft
Depth to water: 39.36 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

2685 Hyacinth St, In front of the house

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-13A
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 1200 Old Country Rd
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 79 ftbgs
Well Depth (as measured): 79.15 fttoc
Screened interval: 69-79 ft
Open hole interval: ft
Depth to water: 44.81 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

1200 Old Country Rd, Westbury, In the grass off of entrance driveway

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)

Page 80 of 92



EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-13B
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 1200 Old Country Rd
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 129 ftbgs
Well Depth (as measured): 128.8 fttoc
Screened interval: 119-129 ft
Open hole interval: ft
Depth to water: 4475 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

1200 Old Country Rd, Westbury, In the grass off of entrance driveway

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: FSMW-13C
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): 1200 Old Country Rd
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 249 ftbgs
Well Depth (as measured): 249.3 fttoc
Screened interval: 239-249 ft
Open hole interval: ft
Depth to water: 44.83 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

1200 Old Country Rd, Westbury, In the grass off of entrance driveway

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: N-11851
Well Tag ID:
Well Installation date:

From Log By GPS

Ground Surface Elevation

Latitude 40.7539892

Longitude -73.5648489

Northing (State Plane)

Easting (State Plane)

Cross streets (if applicable): Grand Boulevard

GPS Instrument used:
Datum:
Accuracy/Precision:

Well Construction Details

Type of well (Circle one) Flush Mount Stick up
Well lock\security type:
Elevation (top of inner casing):

Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 65 ftbgs
Well Depth (as measured): 62.5 fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: 40.06 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.

Multilevel Well*
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

Manhole labeled as water, Opposite 872 Olive Blvd

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)

Page 86 of 92



EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name: New Cassel OU1

Site Address: New Cassel Hicksville
Site County: Nassau County

Site State: NY

EPA Site ID Number: NY0001095363

Site Owner:

EPA Project Manager: Julio Vazquez

Well Locational Information

State Well ID: N-11859
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude
Longitude
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable): Old Country Road
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 60 ftbgs
Well Depth (as measured): 60.15 fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: 42.44 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No

Comments

Intersection of Old country road

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: N-10478
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7514893
Longitude -73.5701268
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable):
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 4 inches
Well Depth (as installed): 121 ftbgs
Well Depth (as measured): 116.15 fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: 39.88 ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Almost under the road sign of Old Country rd and Barrington st

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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EPA Region 2 Superfund Well Assessment Checklist

Facility Information

Site Name:

Site Address:

Site County:

Site State:

EPA Site ID Number:
Site Owner:

EPA Project Manager:

New Cassel OU1

New Cassel Hicksville

Nassau County

NY

NY0001095363

Julio Vazquez

Well Locational Information

State Well ID: N-104787
Well Tag ID:
Well Installation date:

From Log By GPS
Ground Surface Elevation
Latitude 40.7514893
Longitude -73.5701268
Northing (State Plane)
Easting (State Plane)
Cross streets (if applicable):
GPS Instrument used:
Datum:
Accuracy/Precision:
Well Construction Details
Type of well (Circle one) Flush Mount Stick up Multilevel Well*
Well lock\security type:
Elevation (top of inner casing):
Surface casing material: N/A
Well casing material: PVC
Surface Casing diameter: 6 inches
Well Diameter: 2 inches
Well Depth (as installed): 57 ftbgs
Well Depth (as measured): fttoc
Screened interval: ft
Open hole interval: ft
Depth to water: ftbtoc
Date: 11/21/2019 Time: _730

* If multilevel well please see attached worksheet.
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EPA Region 2 Superfund Well Assessment Checklist

Well Condition

Is the concrete pad in good condition? Yes No
Is the well surface casing in good condition? Yes No
Is the surface casing vertical? Yes No
Is there an internal well seal? Yes No
Has there been physical damage to the well? Yes No
Does sounding depth match completed depth? Yes No
Is measuring point marked? Yes No
Is the well clearly labeled? Yes No
Flush mount - Is it secure from runoff? Yes No
Other Comments:

Recommendations

Well needs to be redeveloped Yes No
Well needs to be re-surveyed. Yes No
Well needs to be repaired. Yes No
Well needs to be replaced. Yes No
Well needs to be properly abandoned. Yes No
No action necessary. Yes No
Comments

Almost under the road sign of Old Country rd and Barrington st, Could not open well cap

Inspected by: Jiss Philip, David Avudzega

Date of Inspection: 11/21/2019

Reviewed by:

(Print)

(Sign)
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Appendix B

Groundwater Sampling Field Records



Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/10/2019 Field Personnel:
Weather:
Monitor Well #: _ EX-1 Well Depth: 204.5 ft btoc Screened/Open Interval: 185-205 ft btoc
Wel Permit #: Well Diameter: 6 Inches
PID Readings (ppm):
Background: Pump Intake Depth: 195
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 34.80 Ft below TOC
Beneath Inner Cap: 2.7 ppm Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1155 X
1205 X 13.40 9.63 68.4 0.214 10.97 6.18 160 34.80
1210 X 13.29 9.71 82.4 0.212 5.57 82.4 160 34.80
1215 X 13.18 8.26 141.2 0.371 5.54 Max 160 34.80
1220 X 13.20 7.01 120.0 0.320 3.60 Max 160 34.80
1225 X 13.22 6.23 100.0 0.371 3.67 Max 160 34.80
1230 X 13.38 6.38 70.6 0.320 2.22 Max 160 34.80
1235 X 13.38 6.14 63.6 0.371 2.16 828 160 34.85
1240 X 13.38 6.42 60.6 0.818 2.16 666 160 34.85
1245 X 13.39 6.42 59.1 0.822 2.18 546 160 34.85
1250 X 13.38 6.42 58.5 0.822 2.16 392 160 34.85
1255 X 13.36 6.42 57.3 0.822 2.13 309 160 34.85
1300 X 13.39 6.43 56.8 0.822 2.00 286 160 34.85
1305 X 13.39 6.43 55.1 0.822 2.09 274 160 34.85
1310 X 13.39 6.43 55.1 0.822 2.12 236 160 34.85
1315 X 13.40 6.43 53.5 0.821 2.15 142 160 34.85
1320 X 13.41 6.43 53.0 0.821 2.16 174 160 34.85
1325 X 13.40 6.43 52.5 0.821 2.14 149 160 34.85
1330 X 13.40 6.43 52.3 0.821 2.15 153 160 34.85
1335 X 13.40 6.43 51.7 0.821 2.23 154 160 34.85
Comments:

1140-1155 Collasped bladder, pump was pulled and reinstalled and purging was started again; Water is Rust Colored

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; 3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/4/2019 Field Personnel:
Weather:
Monitor Well #: _ EX-2 Well Depth: 285.25 ft btoc Screened/Open Interval: 265-285 ft btoc
Wel Permit #: Well Diameter: 6 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: __ 275 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 36.00 Ft below TOC
Beneath Inner Cap: 0.2 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.|c. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1000 X
1010 X
1015 X 14.04 9.38 -177.4 0.249 12.07 18.6 200 36.00
1020 X 14.35 8.54 -174.3 0.274 5.48 32.5 200 36.00
1025 X 14.36 6.72 -161.8 0.359 2.36 40.8 200 36.00
1030 X 14.39 6.61 -169.5 0.374 1.89 53.0 200 36.00
1035 X 14.36 6.57 -178.4 0.379 1.50 56.4 200 36.00
1040 X 14.35 6.56 -180.9 0.381 1.45 53.6 200 36.00
1045 X 13.45 6.56 -190.4 0.383 1.38 57.4 200 36.00
1050 X 14.07 6.57 -196.5 0.380 1.25 48.2 200 36.00
1055 X 13.53 6.58 -202.0 0.384 1.16 51.8 200 36.00
1100 X 14.25 6.57 -200.5 0.380 1.24 32.5 200 36.00
1105 X 14.45 6.57 -208.8 0.382 1.33 40.8 200 36.00
1110 X 14.51 6.56 -221.4 0.382 0.96 38.2 200 36.00
1115 X 14.52 6.56 -226.6 0.382 0.83 35.2 200 36.00
1120 X 14.52 6.56 -220.9 0.382 0.75 36.0 200 36.00
1125 X 14.52 6.56 -226.1 0.381 0.68 35.9 200 36.00
1130 X 14.53 6.57 -229.1 0.381 0.65 34.8 200 36.00
1135 X 14.51 6.56 -228.1 0.381 0.60 34.1 200 36.00
1140 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 11/26/2019 Field Personnel:
Weather:
Monitor Well #: _ EW-1B Well Depth: __ 157.55 ft btoc Screened/Open Interval: 154-164 dt btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 155
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: __ NA Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.|c. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
905 X
925 X 15.03 5.91 215.4 0.590 3.43 41.8 280 NA
930 X 15.21 5.73 216.0 0.573 3.13 37.7 280 41.69
935 X 15.28 5.56 208.8 0.569 2.24 48.5 280 41.69
940 X 15.53 5.46 200.3 0.559 1.64 36.9 280 41.70
945 X 15.55 5.46 199.5 0.557 1.58 37.5 280 41.70
950 X 15.59 5.44 195.5 0.555 1.42 35.0 280 41.70
955 X 15.71 5.41 191.4 0.552 1.30 28.9 280 41.70
1000 X 15.70 5.38 189.7 0.553 1.24 28.1 280 41.70
1005 X 15.68 5.39 186.9 0.549 1.30 28.5 280 41.70
1015 X
Comments: Initial purge water is VERY DARK GREY SILTY, wait to connect to flow cell

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; 3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: Field Personnel: JK
Weather:
Monitor Well #: _ EW-1C Well Depth: 515.05 Screened/Open Interval: 132-142
Wel Permit #: Well Diameter: 4' Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 510 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 42.14
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.|c. Dissolved Turbidity Pumping Depth
= = (degrees C) (pH Units) Potential Conductivity Oxygen (NTU) Rate To
21 € 9 P (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1130 X 15.74 9.11 -98.6 0.252 3.36 245 250 42.14
1135 X 15.77 9.05 -100.0 0.252 3.12 203 250 42.14
1140 X 15.64 8.51 -106.0 0.246 2.32 175 250 42.14
1150 X 15.68 8.75 -112.3 0.241 1.61 1040 250 42.25
1155 X 15.75 7.41 -112.8 0.242 1.53 1140 250 42.25
1200 X 15.73 8.36 -113.6 0.239 1.47 1338 250 42.25
1205 X 15.68 8.21 -103.3 0.232 1.56 1142 250 42.25
1210 X 15.71 8.01 -101.1 0.230 1.71 1023 250 42.25
1215 X 15.62 7.93 -98.6 0.229 1.83 903 250 42.25
1220 X 15.63 7.84 -96.0 0.229 1.92 856 250 42.25
1225 X 15.68 7.83 -96.2 0.228 191 513 250 42.25
1230 X 15.69 7.79 -95.5 0.228 1.67 783 250 42.25
1235 X 15.66 7.68 -89.3 0.226 1.31 823 250 42.25
1240 X 15.87 7.63 -86.2 0.226 1.23 802 250 42.25
1245 X 15.56 7.55 -82.5 0.225 1.30 753 250 42.25
1250 X 15.53 7.52 -80.1 0.225 1.30 716 250 42.25
1255 X 15.52 7.48 -77.1 0.224 1.32 681 250 42.25
1300 X 15.44 7.45 -74.6 0.223 1.31 662 250 42.25
1305 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; 3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: Field Personnel: JK
Weather:
Monitor Well #: _ EW-2B Well Depth: __ 131.1 ft btoc Screened/Open Interval: 132-142 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: Pump Intake Depth: 130 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 42.25 Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: __ Geotech Bladder Pump with Drop Tube
=) ifi i ; Depth
ol £ Temperature pH Redog Spe0|f.|c. Dissolved Turbidity Pumping P
£l= . Potential Conductivity Oxygen To
o (degrees C) (pH Units) (NTU) Rate
5| &g (mv) (mS/cm) (mg/L) L/mi Water
TIME | 2 | & | Reading Change*| Reading Change*| Reading  Change*| Reading  Change*| Reading  Change*| Reading change*| (ML/MIN) | ¢\ oiow TOC)
1300 | x | | | 42.25
1400 X Water to surface - Pullled pump due to collapsed bladder
1425 | x 9.98 | | 647 | 1906 7.220 9.78 42.45
1540 X Start pumping, corrected equipment mulfunction
1545 X 9.92 6.69 184.4 0.230 10.98 43.6 80 42.51
1550 X 10.15 6.53 198.9 0.226 9.60 47.7 80 42.51
1555 X 10.53 6.23 207.3 0.209 8.38 39.9 80 42.51
1605 X 10.96 6.96 215.9 0.197 6.88 21.8 80 42.51
1610 X 11.01 6.02 218.3 0.198 6.25 20.3 80 42.51
1615 X 11.03 6.02 219.5 0.199 6.01 50.7 80 42.51
1620 X 11.06 6.03 223.4 0.202 5.45 80 80 42.51
1625 X 11.03 6.04 223.6 0.204 541 83.9 80 42.51
1630 X 11.01 6.05 224.1 0.205 5.29 98.7 80 42.51
1635 X 10.48 6.04 224.7 0.208 5.21 121 80 42.51
1640 X 10.75 6.05 226.7 0.211 5.14 135 80 42.51
1645 X 10.66 6.05 227.2 0.211 5.21 23.1 80 42.51
1650 X 10.67 6.05 227.5 0.211 5.15 22.2 80 42.51
1655 X 10.69 6.05 229.0 0.211 5.06 21.7 80 42.51
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; +3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/2/2019 Field Personnel:
Weather:
Monitor Well #: _ FSMW-13B Well Depth: __ 128.8 ft btoc Screened/Open Interval: 119-129 ft btoc
Wel Permit #: Well Diameter: __ 2 Inches
PID Readings (ppm):
Background: Pump Intake Depth: 124 Ft Below TOC
Beneath Outer Cap: Depth to Water Before Pump Installation: 44.82 Ft below TOC
Beneath Inner Cap: Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.|c. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1520 X
1530 X 12.13 5.66 198.6 0.956 8.30 130 200 44.82
1535 X 13.48 5.39 215.1 0.964 8.43 160 200 44.82
1540 X 13.56 5.34 220.1 1.036 8.67 172 200 44.82
1545 X 13.65 5.32 223.6 1.093 8.61 172 200 44.82
1550 X 13.74 5.29 228.6 1.117 8.60 134 200 44.82
1555 X 13.51 5.29 230.4 1.123 8.43 133 200 44.82
1600 X 13.78 5.27 232.6 1.228 8.47 138 200 44.82
1605 X 13.90 5.27 234.6 1.132 8.43 95.6 200 44.82
1610 X 13.87 5.26 236.1 1.138 8.45 145 200 44.82
1615 X 13.38 5.25 238.0 1.143 8.44 156 200 44.82
1620 X 13.38 5.24 239.1 1.154 8.37 146 200 44.82
1625 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/2/2019 Field Personnel:
Weather:
Monitor Well #: __ FSMW-13C Well Depth: __ 249.3 ft btoc Screened/Open Interval: 239-249 ft btoc
Wel Permit #: Well Diameter: __ 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redog SpeC|f‘|cl Dissolved Turbidity Pumping Depth
% 3 (degrees C) (pH Units) Potential Conductivity Oxygen (NTU) Rate To
= % ) ) ) (mv) _(mS/cm) ) (mg/L) ) (mL/min) Water
TIME a | v | Reading Change*] Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change* (ft below TOC)
1150 X
1200 X 11.69 6.40 -73.0 0.200 4.08 13 150 44.82
1205 X 12.60 6.35 -74.4 0.175 3.73 5.02 150 44.82
1210 X 12.96 6.28 -57.6 0.180 3.30 6.6 150 44.82
1215 X 12.96 6.26 -49.0 0.186 3.29 10.89 150 44.82
1220 X 12.96 6.21 -31.3 0.196 3.13 135 150 44.82
1225 X 12.81 6.18 -17.2 0.197 3.03 25.6 160 44.82
1230 X 12.74 6.16 -14.3 0.203 3.00 22.3 160 44.82
1235 X 13.47 6.07 14.4 0.208 2.91 25.7 160 44.82
1240 X 13.61 5.94 38.8 0.219 2.99 22.2 160 44.82
1245 X 13.68 5.72 75.0 0.542 3.30 135 160 44.82
1250 X 13.68 5.57 90.4 0.252 3.48 12.7 160 44.82
1255 X 13.75 5.47 106.3 0.265 3.75 11 140 44.82
1300 X 13.68 5.37 118.7 0.277 3.80 11.5 140 44.82
1305 X 13.16 5.36 129.7 0.284 3.89 10.3 140 44.82
1310 X 13.66 5.24 148.6 0.286 3.82 10.53 140 44.82
1315 X 13.19 5.24 147.5 0.287 3.87 9.6 140 44.83
1320 X 13.51 5.18 157.9 0.292 3.99 8.1 140 44.83
1325 X 13.54 5.13 167.4 0.295 3.99 8.33 140 44.83
1330 X 13.62 5.08 176.4 0.297 4.01 8.18 140 44.83
1340 X 13.35 5.04 187.6 0.299 4.06 7.78 140 44.83
1345 X 13.45 4.03 191.9 0.300 4.03 8.01 140 44.83
1350 X 13.39 4.04 194.0 0.300 4.04 7.35 140 44.83
1355 X 13.32 5.00 196.0 0.300 4.05 8.07 140 44.83
1400 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: 0.1 FOR Ph; +3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and £10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: Field Personnel: JK
Weather:
Monitor Well #: _ FSMW-14C Well Depth: __ 251.2 ft btoc Screened/Open Interval: 239-249 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: Pump Intake Depth: 244 Ft Below TOC
Beneath Outer Cap: Depth to Water Before Pump Installation: 44.25 Ft below TOC
Beneath Inner Cap: Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.|c. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1520 X 13.44 6.83 154.2 0.279 9.78 100 44.25
1539 X 14.45 4.75 92.2 0.300 6.03 33.9 100 44.25
1545 X 14.48 4.74 92.6 0.300 6.04 37.5 100 44.25
1550 X 14.50 4.82 91.3 0.302 6.10 48.9 100 44.25
1555 X 14.51 4.86 82.7 0.304 6.17 72.6 100 44.25
1600 X 14.68 4.67 85.1 0.311 6.29 63.8 100 44.25
1605 X 14.72 4.67 85.4 0.312 6.28 70.8 100 44.25
1610 X 14.72 4.66 85.6 0.313 6.32 62.9 100 44.25
1615 X 14.68 4.65 85.5 0.318 6.50 43.4 100 44.25
1620 X 14.71 4.65 86.6 0.320 6.58 36.2 100 44.25
1625 X 14.73 4.65 87.5 0.321 6.67 30.6 100 44.25
1630 X 14.75 4.65 88.1 0.324 6.71 26.1 100 44.25
1635 X 14.83 4.65 91.2 0.326 6.79 22.4 100 44.25
1640 X 14.81 4.65 94.3 0.328 6.98 16.6 100 44.25
1645 X 14.80 4.66 96.2 0.328 6.96 15.7 100 44.25
1650 X 14.80 4.63 97.4 0.330 6.97 17.0 100 44.25
1655 X
Comments:

Re calibrated the lamotte due to (-) turbidity measurement; results varried from 80 to -50 to +30 NTU for same sample; Cleaned fog and moisture from sensor

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 11/25/2019 Field Personnel: JK
Weather: 48, partly cloudy
Monitor Well #: _ MW-1 Well Depth: 109.75 Screened/Open Interval: 90-110
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 100 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: __ 42.15 Ft below TOC
Beneath Inner Cap: 0.1 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1110 X 14.09 6.79 -178.1 16.25 15.95 67.9 75 42.15
1115 X 14.90 6.15 -166.1 27.96 13.49 78.7 75 42.15
1120 X 15.07 5.91 -159.3 30.46 12.67 68.3 75 42.15
1125 X 15.12 5.50 -151.4 35.77 9.39 66.4 75 42.15
1130 X 15.12 5.46 -153.3 35.82 9.13 64.1 75 42.15
1135 X 14.97 5.36 -155.3 35.95 7.97 72.6 75 42.15
1140 X 14.44 5.33 -153.0 36.02 10.01 68.1 75 42.15
1145 X 14.59 5.34 -153.3 35.51 8.00 49.9 75 42.15
1150 X 14.59 5.35 -144.3 39.10 17.00 55.1 75 42.15
1155 X 14.22 5.33 -152.2 35.78 12.17 53.9 75 42.15
1200 X 14.57 5.32 -152.4 35.68 10.59 55.3 75 42.15
1205 X 15.00 5.30 -152.9 36.04 7.99 55.8 75 42.15
1210 X 15.07 5.27 -153.0 36.08 7.68 60.9 75 42.15
1215 X 15.11 5.24 -153.5 35.93 7.96 36.5 75 42.15
1220 X 15.13 5.23 -154.4 35.80 8.20 39.0 75 42.15
1225 X 15.12 5.23 -154.6 35.75 7.93 36.8 75 42.15
1230 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; 3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 11/25/2019 Field Personnel: TG,JK,DA
Weather: 48 F, Mostly sunny
Monitor Well #: _ MW-2 Well Depth: __ 128.42 ft btoc Screened/Open Interval: _ 110-130 ft btoc
Wel Permit #: Well Diameter: __ 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: _ 120 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 42.22 Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1035 X 42.22
1100 X 42.31
1105 X 15.58 6.81 209.9 0.345 7.54 26.3 200 42.40
1110 X 15.50 5.54 231.9 0.485 3.83 30.5 200 42.40
1115 X 15.56 5.21 233.0 0.520 2.44 28.3 180 42.40
1120 X 15.69 5.11 232.2 0.528 2.17 30.4 180 42.40
1125 X 15.72 5.06 228.0 0.533 1.92 23.4 180 42.40
1130 X 15.74 5.04 225.1 0.531 1.76 22.4 180 42.40
1135 X 15.58 5.07 221.6 0.526 1.63 20.4 180 42.40
1140 X 15.68 5.06 220.4 0.522 1.61 22.8 180 42.38
1145 X 18.83 5.05 217.8 0.520 1.42 21.4 180 42.38
1150 X 15.78 5.04 216.8 0.521 1.49 17.6 180 42.38
1155 X 15.74 5.02 216.2 0.522 1.46 17.0 180 42.38
1200 X 15.83 5.00 215.8 0.525 1.42 12.8 180 42.38
1205 X 15.77 4.98 215.2 0.528 1.49 13.7 180 42.38
1210 X 15.68 4.97 215.4 0.530 1.45 14.2 180 42.38
1215 X 15.65 4.96 215.6 0.532 1.44 11.4 180 42.38
1220 X 15.74 4.93 214.7 0.533 1.40 11.8 180 42.38
1225 X 15.77 4.92 212.1 0.534 1.38 11.4 180 42.38
1235 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 11/25/2019 Field Personnel:
Weather: 51 F. Partly Sunny
Monitor Well #: _ MW-3 Well Depth: 148.92 ft btoc Screened/Open Interval: 130-150 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 140 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 42.17 Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1430 X 15.49 5.66 -80.2 11.58 15.39 635 180 42.17
1435 X 15.18 4.15 -99.1 12.410 5.66 629 180 42.17
1440 X 15.09 4.11 -102.0 12.450 5.26 625 180 42.17
1445 X 15.05 3.98 -107.1 12.450 3.89 310 180 42.17
1450 X 15.00 3.96 -108.2 12.430 3.70 405 180 42.17
1455 X 14.87 3.93 -103.3 12.410 3.40 327 180 42.17
1500 X 14.85 3.93 -80.3 12.430 3.30 363 180 42.17
1505 X 14.83 3.93 -72.9 12.360 3.32 378 180 42.17
1510 X 14.86 3.93 -76.3 12.300 3.35 343 180 42.17
1515 X 14.86 3.98 -76.6 12.210 3.29 289 180 42.17
1520 X 14.72 3.98 -80.3 12.220 3.19 234 180 42.17
1525 X 14.63 3.98 -84.1 12.240 3.17 207 180 42.17
1530 X 14.63 4.00 -83.1 12.190 3.07 142 180 42.17
1535 X 14.55 4.01 -84.9 12.100 3.00 149 180 42.17
1540 X 14.72 4.01 -83.9 12.150 2.98 138 180 42.17
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 11/25/2019 Field Personnel: TG, JK, DA
Weather:
Monitor Well #: _ MW-4 Well Depth: _198.8 ft btoc Screened/Open Interval: 180-200 ft btoc
Wel Permit #: Well Diameter: 4 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 180 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: __ 42.41 Ft below TOC
Beneath Inner Cap: 1 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
= = (degrees C) (pH Units) Potential Conductivity Oxygen (NTU) Rate To
21 € 9 P (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1355 X 180 42.41
1405 X 15.52 5.05 211.0 0.255 7.32 2.62 200 42.41
1410 X 15.14 5.11 207.4 0.249 3.50 3.53 200 42.43
1415 X 15.06 5.11 203.9 0.251 2.22 3.84 200 42.43
1420 X 15.05 5.10 199.1 0.252 1.70 3.06 200 42.43
1425 X 15.06 5.11 195.0 0.252 1.44 2.75 200 42.43
1430 X 14.97 5.10 192.7 0.252 1.33 3.12 200 42.43
1435 X 14.94 5.10 188.3 0.252 1.22 2.86 200 42.43
1440 X 14.94 5.11 186.3 0.252 1.18 3.88 200 42.43
1445 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; 3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.



Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/4/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-5 Well Depth: _109.7 ft btoc Screened/Open Interval: 90-110 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: Pump Intake Depth: 100 Ft Below TOC
Beneath Outer Cap: Depth to Water Before Pump Installation: __ 43.90 Ft below TOC
Beneath Inner Cap: Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
950 X
955 X 12.77 8.16 -21.6 0.156 10.13 Max 200 43.90
1000 X 13.41 7.60 -63.4 0.244 9.10 Max 200 43.90
1005 X 13.86 6.67 -59.5 0.314 8.63 Max 200 43.90
1010 X 13.88 6.65 -59.8 0.314 8.61 Max 200 43.90
1015 X 14.49 6.35 -68.0 0.304 8.26 648 200 43.90
1020 X 14.51 6.30 -70.0 0.304 8.18 348 200 43.90
1025 X 14.52 6.29 -70.7 0.305 8.17 122 200 43.90
1030 X 14.55 6.24 -73.4 0.327 8.06 123 200 43.90
1035 X 14.32 6.23 -74.2 0.332 8.10 124 200 43.90
1040 X 14.51 6.22 -75.4 0.346 8.01 87.7 200 43.90
1045 X 14.27 6.22 -77.7 0.357 7.95 54.6 200 43.90
1050 X 13.36 6.21 -82.9 0.360 8.05 78.9 200 43.90
1055 X 14.13 6.20 -83.1 0.379 7.77 40.1 200 43.90
1100 X 14.32 6.20 -82.3 0.382 7.79 36.2 200 43.90
1105 X 14.39 6.19 -81.3 0.387 7.91 34.6 200 43.90
1110 X 14.36 6.18 -79.8 0.391 7.96 35.5 200 43.90
1115 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/4/2019 Field Personnel: JK/IP
Weather:
Monitor Well #: _ MW-6 Well Depth: _ 128.07 ft btoc Screened/Open Interval: 110-130 ft btoc
Wel Permit #: Well Diameter: __ 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: _ 120 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: __ 43.92 Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1000 X
1010 X 13.20 6.97 208.5 0.271 8.74 251 200 43.98
1020 X 13.98 6.92 219.2 0.503 6.39 245 200 43.98
1025 X 14.01 5.91 220.7 0.507 6.27 238 200 43.98
1030 X 14.13 5.90 225.7 0.508 5.87 200 200 43.98
1035 X 14.15 5.90 227.1 0.505 5.81 172 200 43.98
1040 X 14.28 5.92 227.1 0.496 5.80 174 200 43.98
1045 X 14.39 9.96 224.7 0.482 5.95 159 200 43.98
1050 X 14.43 9.56 222.0 0.482 5.55 143 200 43.98
1055 X 14.27 5.94 222.4 0.489 5.60 69.2 200 43.98
1100 X 14.21 5.93 223.4 0.491 5.58 61.2 200 43.98
1105 X 14.27 5.89 223.7 0.491 5.53 45.5 200 43.98
1110 X 13.77 5.87 225.7 0.502 5.77 34.6 200 43.98
1115 X 13.88 5.86 225.4 0.501 5.71 38.1 200 43.98
1120 X 13.79 5.83 225.5 0.505 5.83 26.2 200 43.98
1125 X 14.09 5.82 226.1 0.505 5.66 24.7 200 43.98
1130 X 14.05 5.81 227.2 0.505 5.70 23.7 200 43.98
1135 X 14.09 5.79 229.2 0.507 5.71 23.0 200 43.98
1140 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/6/2019 Field Personnel: JK/JP
Weather:
Monitor Well #: _ MW-7 Well Depth: __ 109.2 ft btoc____ Screened/Open Interval: 90-110 ft btoc
Wel Permit #: Well Diameter: 2___ Inches
PID Readings (ppm):
Background: Pump Intake Depth: _ 98 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 36.91 Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: __ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redo?( Spec'f.'c. Dissolved Turbidity Pumping Depth
= = . Potential Conductivity Oxygen To
= I (degrees C) (pH Units) (mv) (mS/cm) (mg/L) (NTU) Rate Water
TIME o Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change* (mL/min) (ft below TOC)
905 X 210 36.91
925 X 12.85 8.61 203.1 0.268 8.70 5.77 210 36.91
930 X 12.23 8.64 212.0 0.277 8.55 621 210 36.91
935 X 12.88 5.18 222.6 0.296 7.81 764 210 36.91
940 X 13.56 4.92 235.7 0.306 7.55 690 210 36.91
945 X 13.62 4.84 245.3 0.306 7.17 785 210 36.91
950 X 13.60 4.54 247.3 0.306 7.12 704 210 36.91
955 X 13.61 4.84 250.4 0.305 7.22 699 210 36.91
1000 X 13.62 4.85 251.6 0.303 7.36 216 210 36.91
1005 X 13.61 4.88 253.6 0.297 7.38 141 210 36.91
1010 X 13.61 4.89 253.6 0.296 7.38 126 210 36.91
1015 X 13.59 4.90 253.4 0.294 7.10 129 210 36.91
1020 X 13.53 4.92 253.3 0.292 7.00 116 210 36.91
1025 X 13.61 4.93 253.8 0.292 6.92 90.6 210 36.91
1030 X 13.53 4.93 254.1 0.293 6.91 74.2 210 36.91
1035 X 13.61 4.92 255.3 0.296 6.88 48.0 210 36.91
1040 X 13.63 4.91 256.0 0.298 6.86 38.4 210 36.91
1045 X 13.60 4.90 256.2 0.301 6.92 32.1 210 36.91
1050 X 13.77 4.89 256.2 0.303 6.76 29.7 210 36.91
1055 X 13.80 4.89 256.5 0.305 6.72 18.1 210 36.91
1100 X 13.8 4.89 256.9 0.306 6.78 18.1 210 36.91
1105 X 13.78 4.89 256.7 0.306 6.75 17.3 210 36.91
1110 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: +0.1 FOR Ph; +3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/6/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-8 Well Depth: _138.9 ft btoc Screened/Open Interval: _120-140 ft btoc
Wel Permit #: Well Diameter: __ 2 Inches
PID Readings (ppm):
Background: Pump Intake Depth: 130 Ft Below TOC
Beneath Outer Cap: Depth to Water Before Pump Installation: 37.20 Ft below TOC
Beneath Inner Cap: Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
920 X
925 X 13.34 6.20 -146.5 0.251 11.46 1591 250 37.33
930 X 13.33 5.32 -112.9 0.383 6.11 1124 250 37.33
935 X 13.88 5.25 -104.8 0.394 5.31 948 250 37.33
940 X 13.88 5.22 -102.1 0.396 5.01 858 250 37.33
945 X 13.88 5.19 -98.3 0.401 4.73 793 250 37.33
950 X 13.90 5.15 -89.7 0.411 4.80 684 250 37.33
955 X 13.94 5.15 -86.2 0.414 4.78 398 250 37.33
1000 X 13.94 5.14 -84.4 0.411 4.88 297 250 37.33
1005 X 13.92 5.14 -81.2 0.415 4.91 263 250 37.33
1010 X 13.97 5.13 -78.3 0.414 5.02 22 250 37.33
1015 X 13.98 5.12 -74.3 0.414 5.13 192 250 37.33
1020 X 13.92 5.11 -73.2 0.414 5.23 179 250 37.33
1025 X 13.86 5.11 -70.5 0.415 5.22 168 250 37.33
1030 X 13.71 5.10 -68.9 0.416 5.34 123 250 37.33
1035 X 13.87 5.09 -65.6 0.415 5.36 142 250 37.33
1040 X 13.84 5.09 -62.5 0.417 5.38 111 250 37.33
1045 X 13.88 5.09 -60.8 0.415 5.48 106.2 250 37.33
1050 X 13.98 5.09 -58.7 0.413 5.40 109.6 250 37.33
1055 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/3/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-9 Well Depth: _ 315.35 ft btoc _ Screened/Open Interval: 305-315 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: __ 310 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: __ 39.35 Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
= = (degrees C) (pH Units) Potential Conductivity Oxygen (NTU) Rate To
= = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1335 X 39.35
1340 X 39.35
1345 X 14.10 6.16 -156.0 0.139 6.83 3.36 200 39.39
1350 X 13.87 5.84 -148.4 0.132 5.77 2.28 200 39.39
1355 X 14.04 5.73 -156.9 0.136 5.04 4.68 200 39.39
1400 X 14.07 5.55 -152.5 0.191 4.27 13.7 200 39.39
1405 X 14.11 5.26 -136.6 0.196 4.27 11.5 200 39.39
1410 X 14.25 5.01 -123.4 0.200 4.29 8.75 200 39.39
1415 X 14.14 4.93 -120.2 0.200 4.30 7.73 200 39.39
1420 X 13.95 4.87 -115.9 0.201 4.29 8.93 200 39.39
1425 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: Field Personnel:
Weather:
Monitor Well #: _ MW-10 Well Depth: _ 283.25 ft btoc Screened/Open Interval: __ 275-285 ft btoc
Wel Permit #: Well Diameter: Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: __ 280 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: __ NA Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
=] g Temperature pH Redog SpeC|f_|c. Dissolved Turbidity Pumping Depth
g) = (degrees C) (pH Units) Potential Conductivity Oxygen (NTU) Rate To
= % _ _ ~(mv) (mS/cm) (mglL) _ (mL/min) Water
TIME a | v | Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change* (ft below TOC)
1315 X
1325 X 11.80 7.04 198.5 0.250 8.32 92.8 120 42.52
1330 X 12.79 7.07 192.7 0.245 8.05 80.2 120 42.52
1335 X 13.04 7.08 191.8 0.246 7.89 44.5 200 42.52
1340 X 13.33 7.07 188.6 0.243 7.04 30.4 200 42.52
1345 X 13.42 7.07 186.9 0.240 6.60 20.8 200 42.52
1350 X 13.63 7.08 185.9 0.239 6.28 98.4 200 42.52
1355 X 13.92 7.09 177.7 0.234 5.89 854 200 42.52
1400 X 13.90 7.07 171.9 0.234 6.04 152 200 42.52
1405 X 13.91 7.23 165.9 0.233 5.36 121 200 42.52
1410 X 13.95 6.97 157.6 0.227 4.83 81.1 200 42.52
1415 X 13.96 6.85 102.1 0.228 4.57 98.8 200 42.52
1420 X 13.90 6.81 41.9 0.223 3.562 97.9 200 42.52
1425 X 13.94 6.79 17.8 0.223 3.26 95.3 200 42.52
1430 X 13.90 6.79 3.0 0.223 3.00 95.6 200 42.52
1435 X 13.98 6.77 -8.5 0.222 2.88 68.3 200 42.52
1440 X 13.96 6.75 -16.0 0.222 2.76 64.8 200 42.52
1445 X 13.88 6.74 -16.0 0.222 2.65 68.3 200 42.52
1450 X 13.80 6.72 -21.2 0.220 2.70 69.5 200 42.52
1455 X 13.91 6.71 -18.6 0.220 2.55 69.8 200 42.52
1500 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: 0.1 FOR Ph; +3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and £10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/4/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-11D Well Depth: _ 284.60 ft btoc____ Screened/Open Interval: 375-285 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: __ 280 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: _ 38.09 Ft below TOC
Beneath Inner Cap: 1.6 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1350 X
1400 X 12.68 5.12 262.4 0.234 3.43 3.43 200 38.09
1405 X 12.85 5.04 263.0 0.232 3.94 298 200 38.20
1410 X 12.64 4.95 264.3 0.229 3.45 850 120 38.19
1415 X 12.88 4.85 267.8 0.224 3.03 1423 120 38.19
1420 X 12.77 4.81 270.5 0.224 2.67 1014 120 38.15
1425 X 12.10 4.80 271.4 0.225 2.60 618 120 38.15
1435 X 11.04 4.80 271.2 0.224 2.56 299 120 38.15
1440 X 11.75 4.80 270.9 0.224 2.51 275 120 38.15
1445 X 11.52 4.80 270.6 0.225 2.49 287 120 38.15
1500 X 11.58 4.80 270.3 0.225 2.48 260 120 38.15
1505 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: Field Personnel:
Weather:
Monitor Well #: _ MW-11S Well Depth: __ 224.65 ft btoc Screened/Open Interval: 215-225 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: __ 220 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: __ 38.03 Ft below TOC
Beneath Inner Cap: 8 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
c|= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1420
1425 X 8.78 5.15 -147.7 0.231 2.77 7.13 60 38.03
1430 X 9.89 5.87 -133.8 0.230 3.15 2.63 60 38.03
1435 X 9.85 5.52 -116.4 0.231 3.69 1.81 60 38.03
1440 X 9.44 4.41 -101.6 0.229 4.46 2.64 60 38.03
1450 X 9.12 5.32 -86.6 0.231 5.14 4.52 60 38.03
1455 X 9.07 5.27 -78.7 0.231 569.00 5.4 60 38.03
1500 X 8.92 5.26 -75.3 0.231 5.97 6.15 60 38.03
1505 X 8.74 5.23 -72.4 0.230 6.14 10.67 60 38.03
1510 X 8.62 5.22 -70.3 0.231 6.31 13.5 60 38.03
1515 X 8.53 5.22 -69.0 0.230 6.31 18.2 60 38.03
1520 X 8.40 5.21 -67.0 0.230 6.47 21.9 60 38.03
1525 X 8.45 5.20 -62.0 0.228 6.63 31.9 60 38.03
1530 X 8.58 5.19 -54.1 0.230 7.64 28.0 60 38.03
1535 X 8.59 5.18 -46.3 0.225 7.22 30.3 60 38.03
1540 X 8.63 5.18 -46.3 0.224 7.31 32.0 60 38.03
1545 X 8.65 5.17 -43.3 0.225 7.12 32.3 60 38.03
1550 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/10/2019 Field Personnel:
Weather: Overcast; 53 F
Monitor Well #: _ MW-12 Well Depth: __ 224.45 ft btoc Screened/Open Interval: _ 215-225 ft btoc
Wel Permit #: Well Diameter: _ 2 Inches
PID Readings (ppm):
Background: Pump Intake Depth: __ 220 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 35,59  Ftbelow TOC
Beneath Inner Cap: 0.2 Make/Model of Pump: __ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redo?( Spec'f.'c. Dissolved Turbidity Pumping Depth
= = . Potential Conductivity Oxygen To
= I (degrees C) (pH Units) (mv) (mS/cm) (mg/L) (NTU) Rate Water
TIME o Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change* (mL/min) (ft below TOC)
900 X
905 X 14.67 7.33 48.7 0.144 8.53 3.65 220 35.59
910 X 14.87 6.36 64.8 0.134 6.38 1.19 220 35.59
915 X 14.86 5.53 81.5 0.129 4.87 86.9 220 35.59
920 X 14.98 5.35 92.2 0.142 4.95 620 220 35.59
925 X 14.98 5.27 97.2 0.143 5.51 656 220 35.59
930 X 14.98 5.21 103.0 0.141 5.66 633 220 35.61
935 X 14.98 5.18 110.1 0.141 5.83 423 220 35.61
940 X 15.00 5.17 115.4 0.140 5.61 112 220 35.61
945 X 15.00 5.17 117.5 0.141 5.60 79 220 35.61
950 X 14.98 5.17 125.6 0.141 5.61 87.7 220 35.61
955 X 14.98 5.17 128.6 0.140 5.58 74.4 240 35.61
1000 X 14.99 5.17 131.3 0.140 5.57 54 240 35.61
1005 X 14.98 5.18 134.8 0.140 5.56 41.6 240 35.61
1010 X 14.96 5.18 137.1 0.140 5.55 34.3 240 35.61
1015 X 14.95 5.19 1383.0 0.141 5.53 31.7 240 35.61
1020 X 14.95 5.19 141.9 0.141 5.50 26.8 240 35.61
1025 X 14.94 5.19 144.3 0.141 5.45 21.2 240 35.61
1030 X 14.94 5.19 146.1 0.141 5.48 21.3 240 35.61
1035 X 14.93 5.20 147.5 0.141 5.49 18.8 240 35.61
1040 X 14.94 5.20 148.8 0.141 5.49 15.5 240 35.61
1045 X 14.94 5.20 148.5 0.141 5.45 15.1 240 35.61
1050 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: +0.1 FOR Ph; +3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/4/2019 Field Personnel:
Weather:
Monitor Well #: __ MW-13 Well Depth: _208.5 ft btoc__ Screened/Open Interval: __ 200-210 ft btoc
Wel Permit #: Well Diameter: _ 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: __ Geotech Bladder Pump with Drop Tube
o _E’ Temperature pH Redog Spemf,cl Dissolved Turbidity Pumping Depth
= = . Potential Conductivity Oxygen To
5| g (degrees C) (pH Units) mv) (ms/cm) (mg/L) (NTU) Ratg Water
TIME a 8 Reading Change*| Reading Change*] Reading Change*| Reading Change*| Reading Change*] Reading Change* (mL/min) (ft below TOC)
1025 X
1030 X 12.43 7.73 192.3 0.045 9.10 22.4 200 37.05
1035 X 12.94 7.34 197.8 0.044 8.41 9.96 200 37.05
1040 X 13.10 7.02 199.1 0.050 7.65 886 200 37.05
1045 X 13.25 5.18 253.6 0.206 6.57 Max 200 37.05
1050 X 13.28 5.07 260.7 0.214 6.00 Max 200 37.05
1055 X 13.29 5.17 2644 0.206 5.61 Max 200 37.05
1100 X 13.37 5.39 257.6 0.184 5.04 Max 200 37.05
1105 X 13.30 5.45 255.0 0.177 4.88 Max 200 37.05
1110 X 13.46 5.49 253.0 0.172 4.70 Max 200 37.05
1115 X 13.57 5.49 252.1 0.172 4.58 1694 200 37.05
1120 X 13.59 5.48 2524 0.175 9.47 1351 200 37.08
1125 X 13.32 5.44 252.2 0.178 4.74 135 200 37.08
1130 X 13.35 5.42 251.0 0.179 4.60 1094 200 37.08
1135 X 13.80 5.36 252.5 0.187 4.35 921 200 37.08
1140 X 13.75 5.34 252.8 0.190 4.35 718 200 37.08
1145 X 13.54 5.27 256.0 0.198 4.32 350 200 37.08
1150 X 13.52 5.26 2574 0.200 4.35 267 200 37.08
1155 X 13.39 5.18 260.9 0.207 4.28 243 200 37.08
1200 X 13.39 5.16 262.8 0.210 4.27 176 200 37.08
1205 X 13.47 5.12 2644 0.213 4.22 167 200 37.05
1210 X 13.36 5.09 266.3 0.215 4.17 157 200 37.05
1215 X 134 5.05 268.3 0.220 4.07 138 200 37.05
1220 X 13.45 5.01 270.9 0.223 4.04 114 200 37.05
1225 X 13.51 5.00 272.4 0.225 4.05 104.1 200 37.05
1230 X 12 hours of Purging reached
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: +0.1 FOR Ph; 3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 11/26/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-14 Well Depth: __ 200.35 ft btoc Screened/Open Interval: 185-205 ft btoc
Wel Permit #: Well Diameter: __ 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 195 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: _39.36__ Ft below TOC
Beneath Inner Cap: 0.8 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1235 X 200 39.36
1245 X 16.02 5.34 197.3 0.359 5.78 5.78 200 39.36
1250 X 15.70 5.07 210.8 0.821 5.06 1247 200 39.36
1255 X 15.64 4.95 216.8 1.093 6.88 1289 200 39.36
1300 X 15.60 4.90 224.3 1.101 7.15 1422 200 39.36
1320 X 15.43 4.86 233.2 1.096 7.02 1042 200 39.36
1325 X 15.46 4.86 234.7 1.096 6.97 924 200 39.36
1330 X 15.47 4.85 235.8 1.096 6.82 811 200 39.36
1335 X 15.42 4.54 237.5 1.099 6.90 762 200 39.36
1340 X 15.36 4.84 238.6 1.100 6.92 238 200 39.36
1345 X 15.36 4.84 238.6 1.099 6.89 148 200 39.36
1350 X 15.49 4.83 237.6 1.100 6.76 128 200 39.36
1355 X 15.46 4.83 237.8 1.101 6.75 105.5 200 39.36
1400 X 15.54 4.83 237.1 1.102 6.73 103.3 200 39.36
1405 X 15.41 4.83 237.3 1.103 6.74 108.5 200 39.36
1445 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/9/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-15 Well Depth: _ 204.4 ft btoc Screened/Open Interval: 185-205 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 195 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 39.10 Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
= = (degrees C) (pH Units) Potential Conductivity Oxygen (NTU) Rate To
21 € 9 P (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1255 X
1310 X 12.46 5.26 301.3 0.123 8.23 18.4 200 39.10
1315 X 12.63 5.21 309.5 0.123 8.53 47.1 240 39.10
1320 X 12.75 5.25 313.7 0.288 6.73 234 240 39.10
1325 X 12.75 5.27 316.0 0.313 6.68 256 240 39.10
1330 X 12.75 5.27 320.2 0.324 6.88 645 240 39.10
1335 X 12.75 5.27 323.2 0.329 7.06 661 240 39.10
1340 X 12.75 5.28 327.3 0.333 7.34 757 240 39.10
1345 X 12.73 5.29 332.9 0.333 7.61 694 240 39.10
1350 X 12.74 5.29 339.6 0.328 7.63 604 240 39.10
1400 X 12.76 5.30 343.0 0.322 7.74 337 240 39.10
1405 X 12.75 5.31 345.6 0.317 7.75 264 240 39.10
1410 X 12.74 5.31 348.8 0.315 7.77 305 240 39.10
1415 X 12.74 5.32 352.2 0.308 7.86 364 240 39.10
1420 X 12.74 5.32 353.1 0.309 7.86 235 240 39.10
1425 X 12.77 5.32 354.7 0.308 7.87 219 240 39.10
1430 X 12.75 5.32 357.4 0.306 7.74 231 240 39.10
1435 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; 3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/3/2019 Field Personnel:
Weather:
Monitor Well #: __ MW-16D Well Depth: 285.55 ft btoc____ Screened/Open Interval: 275-285 ft btoc
Wel Permit #: Well Diameter: 2___ Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: __ 280 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 37.36___ Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o ifi i L . Depth
o| c Temperature pH Redog SpeC|f_|c. Dissolved Turbidity Pumping P
£ls (degrees C) (pH Units) Potential Conductivity Oxygen (NTU) Rate To
e (mv) (mSicm) (mg/L) (mL/min) Water
TIME a | v | Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change* (ft below TOC)
950 X 37.36
955 X 37.44
1000 X 4.64 9.05 256.0 0.046 11.68 126 300 37.40
1005 X 11.02 5.54 223.4 0.212 7.28 39.4 300 37.40
1010 X 10.88 5.36 236.0 0.195 6.08 18.4 300 37.40
1015 X 10.74 5.23 244.6 0.190 4.50 254 300 37.40
1020 X 10.75 5.18 230.2 0.188 3.58 189 300 37.40
1025 X 10.71 5.17 240.8 0.189 3.57 145 300 37.40
1030 X 10.71 5.15 242.9 0.187 3.46 108 300 37.40
1035 X 10.62 5.16 244.6 0.190 3.33 51.4 300 37.40
1040 X 10.62 5.15 246.2 0.189 3.38 33.8 300 37.40
1045 X 10.62 5.15 245.1 0.189 3.09 19.2 300 37.40
1050 X 10.63 5.13 248.2 0.188 3.04 10.89 300 37.40
1055 X 10.66 5.11 250.9 0.188 2.82 6.54 300 37.40
1100 X 10.68 5.11 251.4 0.188 3.07 4.71 300 37.40
1105 X 10.68 5.09 252.9 0.187 2.82 3.59 300 37.40
1106 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: 0.1 FOR Ph; +3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and £10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/3/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-16S Well Depth: _ 225.35 ft btoc Screened/Open Interval: _ 215-225 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 220 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: 37.56___ Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox SpECIf.IC. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=gl = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change*| Reading Change* (ft below TOC)
955 X
1005 X 11.01 7.12 -188.1 0.229 8.86 2.22 200 37.56
1010 X 11.09 6.81 -176.9 0.219 6.49 44.1 200 37.56
1015 X 10.80 6.46 -193.8 0.354 6.21 947 200 37.56
1020 X 11.07 6.29 -187.9 0.560 4.64 186 200 37.56
1025 X 11.09 6.21 -185.6 0.656 4.52 150 200 37.56
1030 X 11.09 6.17 -180.0 0.754 4.53 84.1 200 37.56
1035 X 10.99 6.15 -175.5 0.864 4.53 38.5 200 37.56
1040 X 10.91 6.13 -173.2 0.920 4.63 28.5 200 37.56
1045 X 10.89 6.10 -171.0 0.951 4.74 16.8 200 37.56
1050 X 10.95 6.09 -170.1 0.968 4.76 10.62 200 37.56
1055 X 10.93 6.08 -168.1 0.985 4.77 8.56 200 37.56
1100 X 10.95 6.07 -168.3 0.988 4.75 8.39 200 37.56
1105 X 10.98 6.07 -166.2 0.990 4.72 6.24 200 37.56
1110 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/9/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-17D Well Depth: 287.8 ft btoc Screened/Open Interval: 275-285 ft btoc
Wel Permit #: Well Diameter: 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 280 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: Ft below TOC
Beneath Inner Cap: 4.9 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1000 X
1005 X 12.39 5.51 189.1 0.115 6.77 3.1 220 42.69
1010 X 12.54 5.21 216.2 0.101 4.36 4.72 220 42.69
1025 X 12.55 5.11 232.2 0.112 4.26 40.4 200 40.70
1030 X 12.56 5.04 237.1 0.137 4.02 127 200 40.70
1035 X 12.56 4.88 242.1 0.173 2.88 118 200 40.70
1040 X 12.57 4.98 243.3 0.177 2.67 128 200 40.70
1045 X 12.58 4.98 243.3 0.179 2.33 135 200 40.70
1050 X 12.59 4.98 244.0 0.178 2.11 92.3 200 40.70
1100 X 12.58 4.98 243.7 0.175 1.93 108.6 200 40.70
1105 X 12.60 4.98 242.7 0.172 1.77 101.4 200 40.70
1110 X 12.61 4.98 242.6 0.171 1.72 54.5 200 40.70
1115 X 12.60 4.98 241.1 0.168 1.63 67 200 40.70
1120 X 12.60 4.98 241.1 0.168 1.58 61.6 200 40.70
1125 X 12.59 4.98 240.0 0.167 1.50 59.5 200 40.70
1130 X 12.58 4.97 238.3 0.166 1.45 46.4 200 40.70
1135 X 12.57 4.97 238.9 0.166 1.42 49.0 200 40.70
1140 X 12.58 4.97 238.9 0.166 1.38 45.5 200 40.70
1145 X
Comments:

At 1010 the flow rate was reduced to limit the drawdown

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; £3% for Specific Conductivity and Temperature;

+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.




Well Sampling Log

Sheet of
Site: New Cassel Company HDR
Date: 12/9/2019 Field Personnel:
Weather:
Monitor Well #: _ MW-17S Well Depth: __ 227.7 ft btoc Screened/Open Interval: __ 215-225 ft btoc
Wel Permit #: Well Diameter: __ 2 Inches
PID Readings (ppm):
Background: 0 Pump Intake Depth: 220 Ft Below TOC
Beneath Outer Cap: 0 Depth to Water Before Pump Installation: Ft below TOC
Beneath Inner Cap: 0 Make/Model of Pump: _ Geotech Bladder Pump with Drop Tube
o E’ Temperature pH Redox Specn‘.lc. Dissolved Turbidity Pumping Depth
cl= . Potential Conductivity Oxygen To
> & (degrees C) (pH Units) (NTU) Rate
=l = (mv) (mS/cm) (mg/L) (mL/min) Water
TIME & &‘3 Reading Change*| Reading Change*| Reading Change*| Reading Change* ] Reading Change*] Reading Change* (ft below TOC)
1015 X
1025 X 12.65 7.61 -5.4 0.152 22.64 4.04 140 42.63
1035 X 12.73 6.29 8.3 0.146 7.84 623 140 42.63
1040 X 12.74 6.06 10.6 0.150 7.50 1742 140 42.63
1050 X 12.76 5.77 20.3 0.152 9.44 787 140 42.63
1100 X 12.78 5.70 21.0 0.153 9.50 19 140 42.63
1105 X 12.51 5.68 22.6 0.155 9.56 20 140 42.63
1110 X 12.30 5.66 23.1 0.156 9.61 39.1 140 42.63
1115 X 12.81 5.64 27.6 0.161 9.80 38.7 140 42.63
1120 X 12.81 5.63 28.8 0.163 9.86 19.9 140 42.63
1125 X 12.80 5.64 28.7 0.163 9.57 21 140 42.63
1130 X 12.79 5.62 29.6 0.163 9.77 15.8 140 42.63
1135 X 12.79 5.62 31.0 0.164 9.76 14.6 140 42.63
1140 X 12.79 5.62 37.1 0.163 9.90 13.1 140 42.63
1145 X 12.31 5.62 35.1 0.163 10.02 13.7 140 42.63
1150 X 12.82 5.62 39.7 0.163 10.36 12.7 140 42.63
1155 X
Comments:

* INDICATOR PARAMETERS HAVE STABILIZED WHEN 3 CONSECUTIVE READINGS ARE WITHIN: £0.1 FOR Ph; 3% for Specific Conductivity and Temperature;
+10 mv for Redox Potential; and +10% for Dissolved Oxygen and Turbidity.
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EXECUTIVE NARRATIVE

Case No.: 48602 SDG No.: BFEO8

Site: New Cassel/Hicksville Ground Water Contamination Laboratory: Chemtech Consulting Group

Number of Samples: 13 (Water) Sampling dates: 11/25/2019-11/26/2019

Analysis: TVOA Validation SOP: HW-34A (Rev 1)

QAPP:

Contractor: HDR
Reference: DCN: 147-10163267, October 2019

SUMMARY OF DEFINITIONS:

Critical: Results have an unacceptable level of uncertainty and should not be used for making decisions.
Data have been qualified “R” rejected.

Major: A level of uncertainty exists that may not meet the data quality objectives for the project. A bias is
likely to be present in the results. Data has been qualified “J” estimated. “J+” and “J-” represent likely
direction of the bias.

Minor: The level of uncertainty is acceptable. No significant bias in the data was observed.

Critical Findings:
None

Major Findings:
Samples BFE08, BFE09, BFE10, BFE11, BFE12, BFE12DL, BFE13, BFE14, BFE15 and BFE19 have
analytes that have been qualified “J”, “J+” or “J- “.

Minor Findings:
One or more analytes in one or more samples are qualified “J” due to results between MDL and CRQL.

. One or more detected and non-detected analytes are above the project action levels for
COMMENTS: . )
one or more samples in the analysis.

Reviewer Name(s): Reginald St-Juste

Approver’s Signature:
Date: 02/06/2020
Name: Narendra Kumar

Affiliation: USEPA/R2/HWSB/HWSS
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Data Qualifier Definitions (National Functional Guidelines)
Qualifier Explanation
Symbol INORGANICS ORGANICS CHLORINATED DIOXIN/FURAN

The analyte was analyzed for, but was

The analyte was analyzed for, but was not
detected at a level greater than or equal to the

The analyte was analyzed for but not
detected. The value preceding the "U"
may represent the adjusted Contract
Required Quantitation Limit (see

U not detected above the level of the level of the adjusted Contract Required DLMO02.X, Exhibit D, Section 1.2 and
reported quantitation limit. Quantitation Limit (CRQL) for sample and Table 2), or the sample specific estimated
method detection limit (EDL, see Method 8290A,
Section 11.9.5).
- . " The analyte was positively identified and
The a_nalyte was posmvely u_jentmed and _the the associated numerical value is the
. . . associated numerical value is the approximate . .
The result is an estimated quantity. ; : approximate concentration of the analyte
h ; ) concentration of the analyte in the sample (due . . . .

3 The as_souated numerlc_al value is the either to the quality of the data generated in the sa_mple (due either to an issue with
approxw_nate concentration of the because certain quality control criteria were not the qgallty of _the_ data generated because
analyte in the sample. ’ certain QC criteria were not met, or the

met, or the concentration of the analyte was : f th | bel
below the CRQL concentration of the analyte was below
N the adjusted CRQL).
The result is an estimated quantity, but | The result is an estimated quantity, but the result
J+ the result may be biased high. may be biased high.
The result is an estimated quantity, but | The result is an estimated quantity, but the result
J- the result may be biased low. may be biased low.
The analyte was not detected at a level greater The analyte was not detected (see
The analyte was analyzed for, but was than or equal to the adjusted CRQL. However, definition of "U" flag, above). The reported
not detected. The reported . . . . :
(UN] TSN ; the reported adjusted CRQL is approximate and | value should be considered approximate.
guantitation limit is approximate and mav be inaccurate or imorecise
may be inaccurate or imprecise. y P :
The data are unusable. The sample h | | ble d h The sample results are unusable due to
results are rejected due to serious T el_samfpﬁ reczjsu s are unuzab e due to the the quality of the data generated because
R deficiencies in meeting Quality Control quality of the data generated because certain certain criteria were not met. The analyte
o criteria were not met. The analyte may or may -
(QC) criteria. The analyte may or may ; may or may not be present in the sample.
) not be present in the sample.
not be present in the sample.
The analysis indicates the presence of an
N analyte for which there is presumptive evidence
to make a “tentative identification”.
The analysis indicates the presence of an
NI analyte that has been “tentatively identified" and
the associated numerical value represents its
approximate concentration.
This qualifier applies to pesticide and Aroclor
c results when the identification has been
confirmed by Gas Chromatograph/Mass
Spectrometer (GC/MS).
X This qualifier applies to pesticide and Aroclor

results when GC/MS analysis was attempted but
was unsuccessful.
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DATA ASSESSMENT

ANALYSIS: TVOA

The current SOP HW-34A (Revision 1) September 2016, USEPA Region Il for the evaluation
of Trace Volatile organic data generated through Statement of Work SOM02.2, and any
future editorial revisions of SOM02.2 has been applied. Data have been reviewed according
to TDF specifications, the National Functional Guidelines Report and the CCS Semi-
Automated Screening Results Report. Tentatively Identified Compounds (TICs) for TVOA
organic fraction is not validated.

HOLDING TIME AND PRESERVATION:

The amount of an analyte in a sample can change with time due to chemical instability,
degradation, volatilization, etc. If the specified holding time is exceeded, the data may not
be valid. Those analytes detected in the samples whose holding time has been exceeded
will be qualified as estimated, "J". The non-detects (sample quantitation limits) will be
flagged as unusable, "R”. Use professional judgment to qualify detects and non-detects for
aqueous sample whose temperature is above 6 degrees or below 2-degree C Qualifications
were applied to the samples and analytes as shown below.

No problems were found for this criterion.

DEUTERATED MONITORING COMPOUNDS (DMC’s)

All samples are spiked with DMC compounds prior to sample preparation to evaluate
overall laboratory performance and efficiency of the analytical technique. If the measured
DMC recovery limits were outside Table 6 of the SOP HW 34A (Rev 1), qualifications were
applied as per Table 7 of the SOP HW 34A (Rev 1) to all the samples and analytes as shown
below.

The following samples have DMC/surrogate percent recoveries less than the primary minimum
criteria but greater than or equal to the expanded minimum criteria. Detects are qualified as
estimated J-. Non-detects are qualified as estimated UJ.

1,1-Dichloroethene-d2 BFE15, BFE18DL and BFE19
trans-1,2-Dichloroethene, cis-1,2-Dichloroethene and 1,1-Dichloroethene

Toluene-d8 BFEQ9, BFE12DL and BFE15
Trichloroethene, Toluene, Tetrachloroethene, Ethylbenzene, o-Xylene, m,p-Xylene, Styrene and
Isopropylbenzene

The following samples have DMC/surrogate percent recoveries greater than the primary maximum
criteria. Detects are qualified as estimated J+. Non-detects are not qualified.

1,1-Dichloroethene-d2 BFE11, BFE12, BFE13, BFE14 and BFE17
trans-1,2-Dichloroethene, cis-1,2-Dichloroethene and 1,1-Dichloroethene

Page 3 0of 7
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2-Butanone-d5 BFE17
Acetone and 2-Butanone

MATRIX SPIKE/ MATRIX SPIKE RECOVERY:

MS/MSD data is generated to determine the long-term precision and accuracy of the
analytical method in various matrices. The MS/MSD data may be used in conjunction with
other QC criteria for additional qualification of data.

Not applicable.

BLANK CONTAMINATION:

Quality assurance (QA) blanks, i.e., method, trip, field, or rinse blanks are prepared to
identify any contamination which may have been introduced into the samples during
sample preparation or field activity. Method blanks measure laboratory contamination.
Trip blanks measure cross-contamination of samples during shipment. Field and rinse
blanks measure cross-contamination of samples during field operations. Depending on the
amount of contamination present in the QA blanks, the analytes are qualified as per Table 5
of SOP HW-34A (Rev 1).

Method blank contamination:

The following trace volatile samples have common contaminant analyte concentrations reported
less than 2x the CRQL. The associated Trip blank has common contaminant analyte
concentration less than 2x the CRQL. Detected compounds are qualified U. Non-detected
compounds are not qualified. Sample concentrations have been reported at the CRQLSs.

Acetone BFE13DL, BFE18DL, BFE19, BFE19DL, BFE20 and BFE20DL

Methylene chloride BFE20 and BFE20DL

Field or rinse blank contamination: BFE08, BFEQ9, BFE15 and BFE16

No additional qualification is required due to field blank contamination.

Trip blank contamination: BFE10 and BFE17

No problems were found for this criterion

Storage Blank associated with TVOA samples only:

The following trace volatile samples have common contaminant analyte concentrations reported
less than 2x the CRQL. The associated Trip blank has common contaminant analyte
concentration less than 2x the CRQL. Detected compounds are qualified U. Non-detected

compounds are not qualified. Sample concentrations have been reported at the CRQLSs.

Acetone BFE11, BFE12, BFE12DL, BFE13 and BFE18
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Methylene chloride BFE13 and BFE14

Tentatively Identified Compounds:

Tentatively Identified Compounds (TICs) for TVOA organic fraction are not validated.
MASS SPECTROMETER TUNING:

Tuning and performance criteria are established to ensure adequate mass resolution,
proper identification of compounds and to some degree, sufficient instrument sensitivity.
These criteria are not sample specific. Instrument performance is determined using
standard materials. Therefore, these criteria should be met in all circumstances. The
tuning standard for volatile organics is (BFB) Bromofluorobenzene. If the mass calibration
is in error, all associated data will be classified as unusable "R". Qualifications were
applied to the samples and analytes as shown below.

No problems were found for this criterion.
CALIBRATION:

Satisfactory instrument calibration is established to ensure that the instrument is capable
of producing acceptable quantitative data. An initial calibration demonstrates that the
instrument is capable of giving acceptable performance at the beginning of an experimental
sequence. The continuing calibration checks document that the instrument is giving
satisfactory daily performance.

Response Factor GC/MS:

The response factor measures the instrument's response to specific chemical compounds.
All analytes for initial and continuing calibration should meet the minimum RRF criteria as
listed in Table 2 of SOP HW 34A (Rev 1). If RRF is less than minimum RRF specified in
Table 2 for all target analytes, use professional judgment and all detects in the sample will
be qualified as "J+” or “R". All non-detects for that compound will be rejected "R".
Qualifications were applied to the samples and analytes as shown below.

No problems were found for this criterion.
Percent Relative Standard Deviation (%RSD) and Percent Difference (%D):

Percent RSD is calculated from the initial calibration and is used to indicate the stability of
the specific compound response factor over increasing concentration. Percent D
compares the response factor of the continuing calibration check to the mean response
factor (RRF) from the initial calibration.

Percent RSD must be less than maximum %RSD in Table 2 of SOP HW 34A (Rev 1) for all
target analytes. For the opening or closing CCV %D must be within the inclusive opening or
closing maximum %D limits as listed in Table 2 of SOP HW 34A (Rev 1) for all Target
compounds. A value outside of these limits indicates potential detection and quantitation
errors. For these reasons, all positive results are flagged as estimated, "J" and Non-
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detects are flagged "UJ" for %D values outside criteria only. If %RSD exceeds QC criteria,
detects may be qualified as “J” and use professional judgment to qualify non-detects.
Qualifications were applied to the samples and analytes as shown below.

The following samples are associated with an initial calibration percent relative standard deviation
(%RSD) outside criteria. Detects are qualified as estimated J. Non-detects are not qualified.

1,2,4-trichlorobenzene BFE13 and BFE20
1,2,3-trichlorobenzene BFE13 and BFE20

The following samples are associated with an opening or closing CCV % Difference exceeding
criteria. Detetcs are qualified as estimated J. Non-detetcs are qualified as estimated UJ.

Chloroform BFEO8, BFEO9, BFE10, BFE11, BFE12, BFE13 and BFE 14
7. INTERNAL STANDARDS PERFORMANCE GC/MS:

Internal standards (IS) performance criteria ensure that the GC/MS sensitivity and response
are stable during every experimental run. The internal standard area count must be in the
range as specified in Table 9 of SOP HW 34A (Rev 1) of the associated continuing
calibration internal standard area. The retention time of the internal standards must be
within the range as specified in Table 9 of SOP HW 34A (Rev 1). If the area count is greater
than, all positive results quantitated using that IS are qualified as estimated “J-”, and non-
detects are not qualified. If the area count is less than the associated standard, all positive
results for compounds quantitated with that IS are qualified as estimated “J+” and all non-
detects are qualified “R”.

If an internal standard retention time were not met as specified in Table 9 of SOP HW 34A
(Rev 1), the reviewer will use professional judgment to determine either partial or total
rejection of the data for that sample fraction. Qualifications were applied to the samples
and analytes as shown below. Qualifications were applied to the samples and analytes as
shown below.

No problems were found for this criterion.
8. FIELD DUPLICATES:

The pair of samples duplicate was not identified in this SDG.
9. COMPOUND IDENTIFICATION:

Target compounds are identified on the GC/MS by using the analyte's relative retention
time (RRT) and by comparison to the ion spectra obtained from known standards. For the
results to be a positive hit, the sample peak must be within a window of 0.06 RRT units of
the standard compound and have ion spectra which has a ratio of the primary and
secondary m/z intensities within 20% of that in the standard compound. For the tentatively
identified compounds (TIC) the ion spectra must match accurately. In the cases where
there is not an adequate ion spectrum match, the laboratory may have provided false
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positive identifications. Qualifications were applied to the samples and analytes as shown
below.
No problems were found for this criterion.

10. CONTRACT PROBLEMS NON-COMPLIANCE:
Initial calibration percent relative standard deviation (%RSD) is outside criteria for 1,2,4-
trichlorobenzene and 1,2,3-trichlorobenzene.

11. FIELD DOCUMENTATION:
No problems were identified.

12. OTHER PROBLEMS:
None

13. DILUTIONS, RE-EXTRACTIONS & REANALYSIS:

Samples may be re-analyzed for dilution, re-extraction and for other QC reasons. In such
cases, the best result values are used. See summary report and EDD for applicable
samples and analytes.

The following diluted samples were only used for one or more analytes:
BFE11DL, BFE12DL, BFE13DL, BFE14DL, BFE18DL, BFE19DL and BFE20DL

Page 7 of 7



Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group

Sample Number: BFE08 Method: Trace Volatiles Matrix: Water MA Number:

Sample Location: EB pH: 1.0 Sample Date: 11/25/2019 Sample Time: 16:30:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 3.5 J ug/L 3.5 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 ,4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
unknown-01 TIC 1.3 J ug/L 1.3 J 1.0 YES NV
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE09 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FB pH: 1.0 Sample Date: 11/25/2019 Sample Time: 08:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 4.0 J ug/L 4.0 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE10 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: TB pH: 1.0 Sample Date: 11/25/2019 Sample Time: 08:00:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV

Page 3 Wed, 5 Feb 2020 16:14:50




Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE11 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-1 pH: 1.0 Sample Date: 11/25/2019 Sample Time: 12:30:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 49 ug/L 49 D 10.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.87 ug/L 0.87 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 2.3 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.25 J+ ug/L 0.25 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.56 ug/L 0.56 1.0 YES S3VEM
1,1-Dichloroethane Target 9.5 ug/L 9.5 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 54 ug/L 54 D 10.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 2.1 J ug/L 2.1 1.0 YES S3VEM
1,1,1-Trichloroethane Target 4.1 ug/L 4.1 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.23 J ug/L 0.23 J 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.33 J ug/L 0.33 J 1.0 YES S3VEM
Trichloroethene Target 140 ug/L 140 D 10.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.30 J ug/L 0.30 J 1.0 YES S3VEM
Tetrachloroethene Target 48 ug/L 48 D 10.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE12 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-2 pH: 1.0 Sample Date: 11/25/2019 Sample Time: 12:35:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 35 ug/L 35 D 5.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.60 ug/L 0.60 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 2.6 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.23 J+ ug/L 0.23 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.88 ug/L 0.88 1.0 YES S3VEM
1,1-Dichloroethane Target 13 ug/L 13 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 19 ug/L 19 D 5.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 1.5 J ug/L 1.5 1.0 YES S3VEM
1,1,1-Trichloroethane Target 5.4 ug/L 5.4 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.21 J ug/L 0.21 J 1.0 YES S3VEM
Trichloroethene Target 61 J- ug/L 61 D 5.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.19 J ug/L 0.19 J 1.0 YES S3VEM
Tetrachloroethene Target 30 J- ug/L 30 D 5.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE13 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-3 pH: 1.0 Sample Date: 11/25/2019 Sample Time: 15:45:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 81 ug/L 81 D 20.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.60 ug/L 0.60 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 3.2 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.32 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.22 J+ ug/L 0.22 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 38 ug/L 38 D 20.0 YES S3VEM
cis-1,2-Dichloroethene Target 9.5 J+ ug/L 9.5 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.81 J ug/L 0.81 1.0 YES S3VEM
1,1,1-Trichloroethane Target 2.0 ug/L 2.0 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.17 J ug/L 0.17 J 1.0 YES S3VEM
1,2-Dichloroethane Target 1.2 ug/L 1.2 1.0 YES S3VEM
Trichloroethene Target 110 ug/L 110 D 20.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 ug/L 0.50 1.0 YES S3VEM
Tetrachloroethene Target 14 ug/L 14 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE14 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-4 pH: 1.0 Sample Date: 11/25/2019 Sample Time: 14:45:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 62 ug/L 62 D 10.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 10 ug/L 10 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.15 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 2.0 ug/L 2.0 1.0 YES S3VEM
1,1-Dichloroethane Target 31 ug/L 31 D 10.0 YES S3VEM
cis-1,2-Dichloroethene Target 11 J+ ug/L 11 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.92 J ug/L 0.92 1.0 YES S3VEM
1,1,1-Trichloroethane Target 18 ug/L 18 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.56 ug/L 0.56 1.0 YES S3VEM
Trichloroethene Target 76 ug/L 76 D 10.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.24 J ug/L 0.24 J 1.0 YES S3VEM
Tetrachloroethene Target 31 ug/L 31 D 10.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.10 J ug/L 0.10 J 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE15 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: EB pH: 1.0 Sample Date: 11/26/2019 Sample Time: 15:30:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.7 J ug/L 2.7 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group

Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Sulfur dioxide TIC 23 IN ug/L 23 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE16 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FB pH: 1.0 Sample Date: 11/26/2019 Sample Time: 08:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 3.4 J ug/L 3.4 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group

Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Sulfur dioxide TIC 15 IN ug/L 15 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE17 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: TB pH: 1.0 Sample Date: 11/26/2019 Sample Time: 08:00:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 u ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Sulfur dioxide TIC 7.0 IN ug/L 7.0 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group

Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Total Alkanes TIC N ug/L N 1.0 YES NV

Page 13

Wed, 5 Feb 2020 16:14:50




Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE18 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: EW-1B pH: 1.0 Sample Date: 11/26/2019 Sample Time: 10:15:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 1.7 ug/L 1.7 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.6 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.21 J ug/L 0.21 J 1.0 YES S3VEM
1,1-Dichloroethane Target 0.49 J ug/L 0.49 J 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 2.2 ug/L 2.2 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.87 ug/L 0.87 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.35 J ug/L 0.35 J 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 5.8 ug/L 5.8 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 38 ug/L 38 D 5.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group

Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Sulfur dioxide TIC 2.7 IN ug/L 2.7 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE19 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: EW-1C pH: 1.0 Sample Date: 11/26/2019 Sample Time: 13:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 u ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.5 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.45 J ug/L 0.45 J 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 8.3 J- ug/L 8.3 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.29 J ug/L 0.29 J 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 33 ug/L 33 D 5.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.18 J ug/L 0.18 J 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butenal, (E)- TIC 0.53 IN ug/L 0.53 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group

Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE20 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-14 pH: 1.0 Sample Date: 11/26/2019 Sample Time: 14:45:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Chloromethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Vinyl chloride Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Bromomethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Chloroethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Trichlorofluoromethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,1-Dichloroethene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
trifluoroethane
Acetone Target 50 U ug/L 26 JB 10.0 YES S3VEM
Carbon disulfide Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Methyl Acetate Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Methylene chloride Target 5.0 U ug/L 6.1 B 10.0 YES S3VEM
trans-1,2-Dichloroethene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Methyl tert-butyl Ether Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,1-Dichloroethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
cis-1,2-Dichloroethene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
2-Butanone Target 50 U ug/L 50 U 10.0 YES S3VEM
Bromochloromethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Chloroform Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,1,1-Trichloroethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Cyclohexane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Carbon tetrachloride Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Benzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,2-Dichloroethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Trichloroethene Target 9.9 ug/L 9.9 10.0 YES S3VEM
Methylcyclohexane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,2-Dichloropropane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Bromodichloromethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
cis-1,3-Dichloropropene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
4-Methyl-2-pentanone Target 50 U ug/L 50 U 10.0 YES S3VEM
Toluene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
trans-1,3-Dichloropropene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,1,2-Trichloroethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Tetrachloroethene Target 160 ug/L 160 D 20.0 YES S3VEM
2-Hexanone Target 50 U ug/L 50 U 10.0 YES S3VEM
Dibromochloromethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,2-Dibromoethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Chlorobenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Ethylbenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
o-Xylene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
m,p-Xylene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Styrene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Bromoform Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Isopropylbenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,3-Dichlorobenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,4-Dichlorobenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,2-Dichlorobenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,2 4-trichlorobenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
1,2,3-Trichlorobenzene Target 5.0 U ug/L 5.0 U 10.0 YES S3VEM
Total Alkanes TIC N ug/L N 10.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK17 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.6 J ug/L 2.6 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.26 J ug/L 0.26 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK18 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.3 J ug/L 2.3 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.53 ug/L 0.53 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV

Page 20 Wed, 5 Feb 2020 16:14:50




Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK20 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 1.8 J ug/L 1.8 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.18 J ug/L 0.18 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK33 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK34 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VHBLKO1 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: 1.0 Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 1.8 J ug/L 1.8 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.20 J ug/L 0.20 JB 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE08 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project
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EXECUTIVE NARRATIVE

Case No.: 48602 SDG No.: BFE21

Site: New Cassel/Hicksville GW Contamination Laboratory: Chemtech Consulting Group

Number of Samples: 14 (Water) Sampling date: 12/2/19-12/3/19

Analysis: TVOA Validation SOP: HW-34 (Rev.1)

QAPP:

Contractor: HDR
Reference: DCN 147-10163267, October 2019

SUMMARY OF DEFINITIONS:

Critical: Results have an unacceptable level of uncertainty and should not be used for making decisions.
Data have been qualified “R” rejected.

Major: A level of uncertainty exists that may not meet the data quality objectives for the project. A bias

is likely to be present in the results. Data has been qualified “J” estimated. “J+” and “J-” represent likely
direction of the bias.

Minor: The level of uncertainty is acceptable. No significant bias in the data was observed.

Critical Findings:
None

Major Findings:
The following samples have analytes that have been qualified J, J+ or J-;
BFE25, BFE28, BFE31RE, BFE32, BFE33, BFE34RE

Minor Findings:
One or more analytes in one or more samples are qualified “J” due to results between MDL and CRQL.

One or more detected and non-detected analytes exceeded the project action levels in

COMMENTS: e or more samples.

Reviewer Name(s): Israel Okwuonu
Approver’s Signature: Date: 02/06/2020
Name: Narendra Kumar

Affiliation: USEPA/R2/HWSB/HWSS
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Data Qualifier Definitions (National Functional Guidelines)
Qualifier Explanation
Symbol INORGANICS ORGANICS CHLORINATED DIOXIN/FURAN

The analyte was analyzed for, but was

The analyte was analyzed for, but was not
detected at a level greater than or equal to the

The analyte was analyzed for but not
detected. The value preceding the "U"
may represent the adjusted Contract
Required Quantitation Limit (see

U not detected above the level of the level of the adjusted Contract Required DLMO02.X, Exhibit D, Section 1.2 and
reported quantitation limit. Quantitation Limit (CRQL) for sample and Table 2), or the sample specific estimated
method detection limit (EDL, see Method 8290A,
Section 11.9.5).
-, . - The analyte was positively identified and
The a_nalyte was posmvely |qent|f|ed and _the the associated numerical value is the
. . . associated numerical value is the approximate . -
The result is an estimated quantity. ) : approximate concentration of the analyte
. . ; concentration of the analyte in the sample (due ) . . .

3 The as_souated numerlqal value is the either to the quality of the data generated in the sa}mple (due either to an issue with
approxw_nate concentration of the because certain quality control criteria were not the q_uallty of _the_data generated because
analyte in the sample. : certain QC criteria were not met, or the

met, or the concentration of the analyte was } fth | bel
below the CRQL concentration of the analyte was below
- the adjusted CRQL).
The result is an estimated quantity, but | The result is an estimated quantity, but the result
J+ the result may be biased high. may be biased high.
The result is an estimated quantity, but | The result is an estimated quantity, but the result
J- the result may be biased low. may be biased low.
The analyte was not detected at a level greater The analyte was not detected (see
The analyte was analyzed for, but was than or equal to the adjusted CRQL. However, definition of "U" flag, above). The reported
not detected. The reported ; . - . :
uJ TSN - the reported adjusted CRQL is approximate and | value should be considered approximate.
quantitation limit is approximate and mav be inaccurate or imprecise
may be inaccurate or imprecise. Y P )
The data are unusable. The sample h | | ble d h The sample results are unusable due to
results are rejected due to serious T el_samfps rzsu s are unuzab e due to the the quality of the data generated because
R deficiencies in meeting Quality Control quality of the data generated because certain certain criteria were not met. The analyte
L criteria were not met. The analyte may or may .
(QC) criteria. The analyte may or may . may or may not be present in the sample.
) not be present in the sample.
not be present in the sample.
The analysis indicates the presence of an
N analyte for which there is presumptive evidence
to make a “tentative identification”.
The analysis indicates the presence of an
NJ analyte that has been "tentatively identified" and
the associated numerical value represents its
approximate concentration.
This qualifier applies to pesticide and Aroclor
c results when the identification has been
confirmed by Gas Chromatograph/Mass
Spectrometer (GC/MS).
X This qualifier applies to pesticide and Aroclor

results when GC/MS analysis was attempted but

was unsuccessful.
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DATA ASSESSMENT

ANALYSIS: TVOA

The current SOP HW-34A (Rev. 1) September, 2016, USEPA Region Il for the evaluation of
Trace Volatile organic data generated through Statement of Work SOM02.2, and any future
editorial revisions of SOM02.2, has been applied. Data have been reviewed according to
TDF specifications, the National Functional Guidelines Report and the CCS Semi-
Automated Screening Results Report. Tentatively Identified Compounds (TICs) for TVOA
organic fraction is not validated.

HOLDING TIME AND PRESERVATION:

The amount of an analyte in a sample can change with time due to chemical instability,
degradation, volatilization, etc. If the specified holding time is exceeded, the data may not
be valid. Those analytes detected in the samples whose holding time has been exceeded
will be qualified as estimated, "J". The non-detects (sample guantitation limits) will be
flagged as unusable, "R”. Use professional judgment to qualify detects and non-detects
for agueous sample whose temperature is above 6 degree or below 2 degree C
Qualifications were applied to the samples and analytes as shown below.

No problems were found for this criterion.
DEUTERATED MONITORING COMPOUNDS (DMC'’s):

All samples are spiked with DMC compounds prior to sample preparation to evaluate
overall laboratory performance and efficiency of the analytical technique. If the measured
DMC recovery limits were outside Table 6 of the SOP HW 34A (Rev 1), qualifications were
applied as per Table 7 of the SOP HW 34A (Rev. 1) to all the samples and analytes as
shown below.

The following sample has DMC/surrogate percent recoveries less than the primary minimum
criteria but greater than or equal to the expanded minimum criteria. Detects are qualified as
estimated J-. Non-detects are qualified as estimated UJ.

1,1-Dichloroethene-d2 BFE28
trans-1,2-Dichloroethene, cis-1,2-Dichloroethene, 1,1-Dichloroethene

The following samples have DMC/surrogate percent recoveries greater than the primary
maximum criteria. Detects are qualified as estimated J+. Non-detects are not qualified.

1,1-Dichloroethene-d2 BFE32, BFE33
trans-1,2-Dichloroethene, cis-1,2-Dichloroethene, 1,1-Dichloroethene

1,2-Dichlorobenzene-d4 BFE31RE, BFE34RE
Chlorobenzene, 1,3-Dichlorobenzene, 1,4-Dichlorobenzene, 1, 2-Dichlorobenzene, 1, 2, 4-
Trichlorobenzene, 1,2,3-Trichlorobenzene

MATRIX SPIKE/ MATRIX SPIKE RECOVERY:
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MS/MSD data is generated to determine the long-term precision and accuracy of the
analytical method in various matrices. The MS/MSD data may be used in conjunction with
other QC criteria for additional qualification of data.
Not applicable.

4, BLANK CONTAMINATION:
Quality assurance (QA) blanks, i.e., method, trip, field, or rinse blanks are prepared to
identify any contamination which may have been introduced into the samples during
sample preparation or field activity. Method blanks measure laboratory contamination.
Trip blanks measure cross-contamination of samples during shipment. Field and rinse
blanks measure cross-contamination of samples during field operations. Depending on
the amount of contamination present in the QA blanks, the analytes are qualified as per
Table 5 of SOP HW-34A (Rev 1).

A) Method blank contamination:

No additional qualification is required due to method blank contamination.
B) Field or rinse blank contamination: BFE21, BFE22, BFE28, BFE29
No additional qualification is required due to field blank contamination.

C) Trip blank contamination: BFE23, BFE30

No additional qualification is required due to trip blank contamination.
D) Storage Blank associated with VOA samples only:

The following samples have analyte results reported less than 2x the CRQLs. The associated
storage blank results are less than 2x the CRQLs. Detects are qualified U. Sample results have
been reported at CRQLSs.

Acetone BFE24, BFE24DL, BFE25, BFE25DL, BFE26, BFE27, BFE27DL, BFE31, BFE32,
BFE32DL, BFE33, BFE33DL, BFE34, BFE34RE

Methylene chloride BFE24DL, BFE27DL
E) Tentatively Identified Compounds:

Tentatively Identified Compounds (TICs) for TVOA organic fraction are not validated.
5. MASS SPECTROMETER TUNING:

Tuning and performance criteria are established to ensure adequate mass resolution,
proper identification of compounds and to some degree, sufficient instrument sensitivity.
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A)

B)

These criteria are not sample specific. Instrument performance is determined using
standard materials. Therefore, these criteria should be met in all circumstances. The
tuning standard for volatile organics is (BFB) Bromofluorobenzene. If the mass calibration
is in error, all associated data will be classified as unusable "R". Qualifications were
applied to the samples and analytes as shown below.

No problems were found for this criterion.
CALIBRATION:

Satisfactory instrument calibration is established to ensure that the instrument is capable
of producing acceptable quantitative data. An initial calibration demonstrates that the
instrument is capable of giving acceptable performance at the beginning of an
experimental sequence. The continuing calibration checks document that the instrument
is giving satisfactory daily performance.

Response Factor GC/MS:

The response factor measures the instrument's response to specific chemical
compounds. All analytes for initial, ICV and continuing calibration should meet the
minimum RRF criteria as listed in Table 2 of SOP HW 34A (Rev. 1). If RRF is less than
minimum RRF specified in Table 2 for all target analytes, use professional judgment and
all detects in the sample will be qualified as "J+” or “R". All non-detects for that
compound will be rejected "R".

No problems were found for this criterion.
Percent Relative Standard Deviation (%RSD) and Percent Difference (%D):

Percent RSD is calculated from the initial calibration and is used to indicate the stability of
the specific compound response factor over increasing concentration. Percent D
compares the response factor of the continuing calibration check to the mean response
factor (RRF) from the initial calibration.

Percent RSD must be less than maximum %RSD in Table 2 of SOP HW 34A (Rev. 1) for all
target analytes. For the opening or closing CCV %D must be within the inclusive opening
or closing maximum %D limits as listed in Table 2 of SOP HW 34A (Rev. 1) for all Target
compounds. A value outside of these limits indicates potential detection and quantitation
errors. For these reasons, all positive results are flagged as estimated, "J" and Non-
detects are flagged "UJ" for %D values outside criteria only. If %RSD exceeds QC criteria,
detects may be qualified as “J” and use professional judgment to qualify non-detects.
Qualifications were applied to the samples and analytes as shown below.

The following analytes in the samples shown were qualified for %RSD and %D:

The following samples are associated with an initial calibration percent relative standard deviation
(%RSD) outside criteria. Detects are qualified as estimated J. Non-detects are not qualified.
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10.

1,2,4-Trichlorobenzene, 1,2,3-Trichlorobenzene BFE21, BFE22, BFE23, BFE24, BF24DL,
BFE25, BFE26, BFE27, BF27DL, BFE29, BFE30, BFE31, BFE32, BFE33, BFE34

INTERNAL STANDARDS PERFORMANCE GC/MS:

Internal standards (IS) performance criteria ensure that the GC/MS sensitivity and
response are stable during every experimental run. The internal standard area count must
be in the range as specified in Table 9 of SOP HW 34A (Rev. 1) of the associated
continuing calibration internal standard area. The retention time of the internal standards
must be within the range as specified in Table 9 of SOP HW 34A (Rev. 1). If the area count
is greater than, all positive results quantitated using that IS are qualified as estimated “J-”,
and non-detects are not qualified. If the area count is less than the associated standard, all
positive results for compounds quantitated with that IS are qualified as estimated “J+” and
all non-detects are qualified “R”.

If an internal standard retention time were not met as specified in Table 9 of SOP HW 34A
(Rev. 1), the reviewer will use professional judgment to determine either partial or total
rejection of the data for that sample fraction. Qualifications were applied to the samples
and analytes as shown below. Qualifications were applied to the samples and analytes as
shown below.

The following samples have internal standard area response greater than or equal to expanded
minimum criteria and less than primary minimum criteria. Detects are qualified as estimated J+.
Non-detects are qualified as estimated UJ.

1,4-Dichlorobenzene-d4 BFE25, BFE31, BF31RE, BFE34, BFE34RE
Bromoform, 1, 3-Dichlorobenzene, 1, 4-Dichlorobenzene, 1, 2-Dichlorobenzene, 1, 2-Dibromo-3-
chloropropane, 1, 2, 4-Trichlorobenzene, 1,2,3-Trichlorobenzene

FIELD DUPLICATES: BFE24/BFE27
No problems were found for this criterion.
COMPOUND IDENTIFICATION:

Target compounds are identified on the GC/MS by using the analyte's relative retention
time (RRT) and by comparison to the ion spectra obtained from known standards. For the
results to be a positive hit, the sample peak must be within a window of 0.06 RRT units of
the standard compound and have ion spectra which has a ratio of the primary and
secondary m/z intensities within 20% of that in the standard compound. For the
tentatively identified compounds (TIC) the ion spectra must match accurately. In the
cases where there is not an adequate ion spectrum match, the laboratory may have
provided false positive identifications. Qualifications were applied to the samples and
analytes as shown below.

No problems were found for this criterion.

CONTRACT PROBLEMS NON-COMPLIANCE:
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Percent Relative Standard Deviation (%RSD) fell outside the contractual limit in the initial
calibration for 1,2,4-Trichlorobenzene and 1,2,3-Trichlorobenzene.

11. FIELD DOCUMENTATION:

No problems were identified.

12, OTHER PROBLEMS:
None

13. DILUTIONS, RE-EXTRACTIONS & REANALYSIS:
Samples may be re-analyzed for dilution, re-extraction and for other QC reasons. In such
cases, the best result values are used. See summary report and EDD for applicable
samples and analytes.

The following initial sample results were not used; BFE31, BFE34

The following diluted sample results were used for one or more analytes; BFE24DL, BFE25DL,
BFE27DL, BFE32DL, BFE33DL
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE21 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: EB pH: 1.0 Sample Date: 12/02/2019 Sample Time: 17:30:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.0 J ug/L 2.0 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 ,4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE22 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FB pH: 1.0 Sample Date: 12/02/2019 Sample Time: 09:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.2 J ug/L 2.2 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE23 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: TB pH: 1.0 Sample Date: 12/02/2019 Sample Time: 09:00:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE24 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FSMW-13C pH: 1.0 Sample Date: 12/02/2019 Sample Time: 14:00:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.12 J ug/L 0.12 J 1.0 YES S3VEM
1,1-Dichloroethene Target 10 ug/L 10 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.97 ug/L 0.97 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.5 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.26 J ug/L 0.26 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 1.2 ug/L 1.2 1.0 YES S3VEM
1,1-Dichloroethane Target 0.91 ug/L 0.91 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 34 ug/L 34 D 20.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 6.2 ug/L 6.2 1.0 YES S3VEM
1,1,1-Trichloroethane Target 1.3 ug/L 1.3 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 4.4 ug/L 4.4 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 200 ug/L 200 D 20.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 45 ug/L 45 D 20.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group

Sample Number: BFE25 Method: Trace Volatiles Matrix: Water MA Number:

Sample Location: FSMW-13B pH: 1.0 Sample Date: 12/02/2019 Sample Time: 16:25:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 0.98 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.69 ug/L 0.69 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 1.3 ug/L 1.3 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 26 ug/L 26 D 5.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE26 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FSMW-14C pH: 1.0 Sample Date: 12/02/2019 Sample Time: 16:55:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.89 ug/L 0.89 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.0 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.19 J ug/L 0.19 J 1.0 YES S3VEM
1,1-Dichloroethane Target 0.19 J ug/L 0.19 J 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 3.5 ug/L 3.5 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.91 ug/L 0.91 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.17 J ug/L 0.17 J 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.95 ug/L 0.95 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 20 ug/L 20 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 5.4 ug/L 5.4 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE27 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FSMW-13C pH: 1.0 Sample Date: 12/02/2019 Sample Time: 14:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.12 J ug/L 0.12 J 1.0 YES S3VEM
1,1-Dichloroethene Target 9.9 ug/L 9.9 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.95 ug/L 0.95 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.3 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.23 J ug/L 0.23 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 1.2 ug/L 1.2 1.0 YES S3VEM
1,1-Dichloroethane Target 0.90 ug/L 0.90 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 32 ug/L 32 D 20.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 6.2 ug/L 6.2 1.0 YES S3VEM
1,1,1-Trichloroethane Target 1.3 ug/L 1.3 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 4.3 ug/L 4.3 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 190 ug/L 190 D 20.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 44 ug/L 44 D 20.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE28 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: EB pH: 1.0 Sample Date: 12/03/2019 Sample Time: 08:10:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 1.9 J ug/L 1.9 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group

Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Sulfur dioxide TIC 1.0 IN ug/L 1.0 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE29 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FB pH: 1.0 Sample Date: 12/03/2019 Sample Time: 08:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.1 J ug/L 2.1 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE30 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: TB pH: 7.0 Sample Date: 12/03/2019 Sample Time: 08:00:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group

Sample Number: BFE31 Method: Trace Volatiles Matrix: Water MA Number:

Sample Location: MW-16S pH: 1.0 Sample Date: 12/03/2019 Sample Time: 11:10:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.61 ug/L 0.61 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE32 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-16D pH: 1.0 Sample Date: 12/03/2019 Sample Time: 11:06:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 18 J+ ug/L 18 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 1.8 ug/L 1.8 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.2 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.31 J+ ug/L 0.31 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.90 ug/L 0.90 1.0 YES S3VEM
1,1-Dichloroethane Target 4.2 ug/L 4.2 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 23 ug/L 23 D 10.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 5.6 ug/L 5.6 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.14 J ug/L 0.14 J 1.0 YES S3VEM
Trichloroethene Target 53 ug/L 53 D 10.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 120 ug/L 120 D 10.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE33 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-9 pH: 1.0 Sample Date: 12/03/2019 Sample Time: 14:25:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 18 ug/L 18 D 10.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 4.2 ug/L 4.2 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.3 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.13 J+ ug/L 0.13 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.55 ug/L 0.55 1.0 YES S3VEM
1,1-Dichloroethane Target 3.3 ug/L 3.3 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 12 J+ ug/L 12 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.62 ug/L 0.62 1.0 YES S3VEM
1,1,1-Trichloroethane Target 7.5 ug/L 7.5 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.10 J ug/L 0.10 J 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.33 J ug/L 0.33 J 1.0 YES S3VEM
Trichloroethene Target 140 ug/L 140 D 10.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.16 J ug/L 0.16 J 1.0 YES S3VEM
Tetrachloroethene Target 29 ug/L 29 D 10.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group

Sample Number: BFE34 Method: Trace Volatiles Matrix: Water MA Number:

Sample Location: EW-2B pH: 1.0 Sample Date: 12/03/2019 Sample Time: 17:00:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.88 ug/L 0.88 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 2.0 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.24 J ug/L 0.24 J 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.80 ug/L 0.80 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.55 ug/L 0.55 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.12 J ug/L 0.12 J 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 5.9 ug/L 5.9 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 2.7 ug/L 2.7 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK19 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 1.6 J ug/L 1.6 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.25 J ug/L 0.25 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK20 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 1.8 J ug/L 1.8 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.18 J ug/L 0.18 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV

Page 17 Thu, 6 Feb 2020 08:39:29




Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK21 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 1.7 J ug/L 1.7 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.20 J ug/L 0.20 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK23 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.2 J ug/L 2.2 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.41 J ug/L 0.41 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK24 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 1.6 J ug/L 1.6 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.38 J ug/L 0.38 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VBLK30 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.2 J ug/L 2.2 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.22 J ug/L 0.22 J 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: VHBLKO1 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: pH: 1.0 Sample Date: Sample Time:
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.8 J ug/L 2.8 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.20 J ug/L 0.20 JB 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE21 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project
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EXECUTIVE NARRATIVE

Case No.: 48602 SDG No.: BFE35

Site: New Cassel/Hicksville GW Contamination Laboratory: Chemtech Consulting Group

Number of Samples: 18 (Water) Sampling dates: 12/04/2019-12/06/2019

Analysis: TVOA Validation SOP: HW-34A (Rev 1)

QAPP:

Contractor: HDR
Reference: DCN 147-10163267, October 2019

SUMMARY OF DEFINITIONS:

Critical: Results have an unacceptable level of uncertainty and should not be used for making decisions.
Data have been qualified “R” rejected.

Major: A level of uncertainty exists that may not meet the data quality objectives for the project. A bias
is likely to be present in the results. Data has been qualified “J” estimated. “J+” and “J-” represent likely
direction of the bias.

Minor: The level of uncertainty is acceptable. No significant bias in the data was observed.

Critical Findings:
None.

Major Findings:
The following samples have analytes that have been qualified “J”, “J+” or “J-".
TVOA: BFE35, BFE37, BFE43, BFE44, BFE48, BFE49, BFE40, BFE41, BFE46

Minor Findings:
One or more analytes in one or more samples are qualified “J” due to results between MDL and CRQL.

One or more detected and non-detected analytes exceeded the project action levels in

COMMENTS:
one or more samples.

Reviewer Name(s): Archana Mirle
Approver’s Signature: Date: 02/07/2020
Name: Narendra Kumar

Affiliation: USEPA/R2/HWSB/HWSS
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Data Qualifier Definitions (National Functional Guidelines)
Qualifier Explanation
Symbol INORGANICS ORGANICS CHLORINATED DIOXIN/FURAN

The analyte was analyzed for, but was

The analyte was analyzed for, but was not
detected at a level greater than or equal to the

The analyte was analyzed for but not
detected. The value preceding the "U"
may represent the adjusted Contract
Required Quantitation Limit (see

U not detected above the level of the level of the adjusted Contract Required DLMO02.X, Exhibit D, Section 1.2 and
reported quantitation limit. Quantitation Limit (CRQL) for sample and Table 2), or the sample specific estimated
method detection limit (EDL, see Method 8290A,
Section 11.9.5).
- . " The analyte was positively identified and
The a_nalyte was p_osmvely |Qentlfled and _the the associated numerical value is the
. . . associated numerical value is the approximate . .
The result is an estimated quantity. ) : approximate concentration of the analyte
. ) ; concentration of the analyte in the sample (due ) . . .

3 The as_souated numerlqal value is the either to the quality of the data generated in the sa}mple (due either to an issue with
approxw_nate concentration of the because certain quality control criteria were not the q_uallty of Fhe_data generated because
analyte in the sample. : certain QC criteria were not met, or the

met, or the concentration of the analyte was 8 fth | bel
below the CRQL concentration of the analyte was below
- the adjusted CRQL).
The result is an estimated quantity, but | The result is an estimated quantity, but the result
J+ the result may be biased high. may be biased high.
The result is an estimated quantity, but | The result is an estimated quantity, but the result
J- the result may be biased low. may be biased low.
The analyte was not detected at a level greater The analyte was not detected (see
The analyte was analyzed for, but was than or equal to the adjusted CRQL. However, definition of "U" flag, above). The reported
not detected. The reported ; . ; . :
uJ TSN ; the reported adjusted CRQL is approximate and | value should be considered approximate.
quantitation limit is approximate and mav be inaccurate or imprecise
may be inaccurate or imprecise. Y P '
The data are unusable. The sample h | | ble d h The sample results are unusable due to
results are rejected due to serious T el_samfps r(zsu s are unuzab e due to the the quality of the data generated because
R deficiencies in meeting Quality Control quality of the data generated because certain certain criteria were not met. The analyte
o criteria were not met. The analyte may or may :
(QC) criteria. The analyte may or may . may or may not be present in the sample.
) not be present in the sample.
not be present in the sample.
The analysis indicates the presence of an
N analyte for which there is presumptive evidence
to make a “tentative identification”.
The analysis indicates the presence of an
NJ analyte that has been "tentatively identified" and
the associated numerical value represents its
approximate concentration.
This qualifier applies to pesticide and Aroclor
c results when the identification has been
confirmed by Gas Chromatograph/Mass
Spectrometer (GC/MS).
X This qualifier applies to pesticide and Aroclor

results when GC/MS analysis was attempted but
was unsuccessful.
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DATA ASSESSMENT

ANALYSIS: TVOA

The current SOP HW-34A (Revision 1) September 2016, USEPA Region Il for the evaluation
of Trace Volatile organic data generated through Statement of Work SOM02.2, and any
future editorial revisions of SOMO02.2 has been applied. Data have been reviewed
according to TDF specifications, the National Functional Guidelines Report and the CCS
Semi-Automated Screening Results Report. Tentatively Identified Compounds (TICs) for
TVOA organic fraction is not validated.

HOLDING TIME AND PRESERVATION:

The amount of an analyte in a sample can change with time due to chemical instability,
degradation, volatilization, etc. If the specified holding time is exceeded, the data may not
be valid. Those analytes detected in the samples whose holding time has been exceeded
will be qualified as estimated, "J". The non-detects (sample quantitation limits) will be
flagged as unusable, "R”. Use professional judgment to qualify detects and non-detects
for aqueous sample whose temperature is above 6 degrees or below 2-degree C
Qualifications were applied to the samples and analytes as shown below.

No problems were found for this criterion.

DEUTERATED MONITORING COMPOUNDS (DMC’s)

All samples are spiked with DMC compounds prior to sample preparation to evaluate
overall laboratory performance and efficiency of the analytical technique. If the measured
DMC recovery limits were outside Table 6 of the SOP HW 34A (Rev 1), qualifications were
applied as per Table 7 of the SOP HW 34A (Rev 1) to all the samples and analytes as
shown below.

The following samples have one or more DMC/surrogate recovery values less than the primary
lower limit but greater than or equal to the expanded lower limit of the criteria window. Detected
compounds are qualified J-. Non-detected compounds are qualified UJ.

1,1-Dichloroethene-d2 BFE35, BFE37, BFE38DL, BFE40DL2, BFE41DL2, BFE43, BFEA4S8,
BFE49
trans-1,2-Dichloroethene, cis-1,2-Dichloroethene, 1,1-Dichloroethene

The following samples have DMC/surrogate recoveries above the upper limit of the criteria
window. Detected compounds are qualified J+. Non-detected compounds are not qualified.

1,1-Dichloroethene-d2 BFE40, BFE41, BFE46
trans-1,2-Dichloroethene, cis-1,2-Dichloroethene, 1,1-Dichloroethene

MATRIX SPIKE/ MATRIX SPIKE RECOVERY:

MS/MSD data is generated to determine the long-term precision and accuracy of the
analytical method in various matrices. The MS/MSD data may be used in conjunction with
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A)

B)

C)

other QC criteria for additional qualification of data.
Not applicable.
BLANK CONTAMINATION:

Quality assurance (QA) blanks, i.e., method, trip, field, or rinse blanks are prepared to
identify any contamination which may have been introduced into the samples during
sample preparation or field activity. Method blanks measure laboratory contamination.
Trip blanks measure cross-contamination of samples during shipment. Field and rinse
blanks measure cross-contamination of samples during field operations. Depending on
the amount of contamination present in the QA blanks, the analytes are qualified as per
Table 5 of SOP HW-34A (Rev 1).

Method blank contamination:

The following trace volatile samples have common contaminant analyte concentrations reported
less than 2x the CRQL. The associated method blank has common contaminant analyte
concentration less than 2x the CRQL. Detected compounds are qualified U. Non-detected
compounds are not qualified. Sample concentrations have been reported at the CRQL.

Acetone BFE39, BFE45, BFE47, BFES1, BFE5S2

Methylene chloride BFE40

The following trace volatile samples has common contaminant analyte concentrations reported
greater than 2x the CRQL and less than 4x the CRQL. The associated method blank has
common contaminant analyte concentration less than 2x the CRQL. Concentrations of the
sample has been reported with an U.

Methylene chloride BFE41

Field or rinse blank contamination: BFE36, BFE43, BFE49, BFE35, BFE42, BFE43

The following trace volatile samples have common contaminant analyte concentrations reported
less than 2x the CRQL. The associated field blank has common contaminant analyte
concentration less than 2x the CRQL. Detected compounds are qualified U. Non-detected
compounds are not qualified. Sample concentrations have been reported at the CRQL.

Acetone BFE38, BFE40, BFE41, BFE46

The following trace volatile samples has contaminant analyte concentrations reported greater
than the CRQL and less than 2x the CRQL. The associated field blank has contaminant analyte
concentration less than the CRQL. Concentrations of the sample has been reported with an U.

Chloroform BFE51

Trip blank contamination: BFE37, BFE44, BFES50
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D)

E)

No additional qualification is required due to trip blank contamination.

Storage Blank associated with TVOA samples only:

The following trace volatile sample has common contaminant analyte concentrations reported
less than 2x the CRQL. The associated storage blank has common contaminant analyte
concentration less than 2x the CRQL. Detected compounds are qualified U. Non-detected
compounds are not qualified. Sample concentrations have been reported at the CRQL.

Methylene chloride BFE46

Tentatively Identified Compounds:

Tentatively Identified Compounds (TICs) for TVOA organic fraction are not validated.
MASS SPECTROMETER TUNING:

Tuning and performance criteria are established to ensure adequate mass resolution,
proper identification of compounds and to some degree, sufficient instrument sensitivity.
These criteria are not sample specific. Instrument performance is determined using
standard materials. Therefore, these criteria should be met in all circumstances. The
tuning standard for volatile organics is (BFB) Bromofluorobenzene. If the mass calibration
is in error, all associated data will be classified as unusable "R". Qualifications were
applied to the samples and analytes as shown below.

No problems were found for this criterion.
CALIBRATION:

Satisfactory instrument calibration is established to ensure that the instrument is capable
of producing acceptable quantitative data. An initial calibration demonstrates that the
instrument is capable of giving acceptable performance at the beginning of an
experimental sequence. The continuing calibration checks document that the instrument
is giving satisfactory daily performance.

A) Response Factor GC/MS:

The response factor measures the instrument's response to specific chemical
compounds. All analytes for initial and continuing calibration should meet the minimum
RRF criteria as listed in Table 2 of SOP HW 34A (Rev 1). If RRF is less than minimum RRF
specified in Table 2 for all target analytes, use professional judgment and all detects in the
sample will be qualified as "J+” or “R". All non-detects for that compound will be rejected
"R". Qualifications were applied to the samples and analytes as shown below.

No problems were found for this criterion.

B) Percent Relative Standard Deviation (%RSD) and Percent Difference (%D):
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Percent RSD is calculated from the initial calibration and is used to indicate the stability of
the specific compound response factor over increasing concentration. Percent D
compares the response factor of the continuing calibration check to the mean response
factor (RRF) from the initial calibration.

Percent RSD must be less than maximum %RSD in Table 2 of SOP HW 34A (Rev 1) for all
target analytes. For the opening or closing CCV %D must be within the inclusive opening
or closing maximum %D limits as listed in Table 2 of SOP HW 34A (Rev 1) for all Target
compounds. A value outside of these limits indicates potential detection and quantitation
errors. For these reasons, all positive results are flagged as estimated, "J" and Non-
detects are flagged "UJ" for %D values outside criteria only. If %RSD exceeds QC criteria,
detects may be qualified as “J” and use professional judgment to qualify non-detects.
Qualifications were applied to the samples and analytes as shown below.

The following analytes in the sample shown were qualified for %RSD and %D:

The following samples are associated with an initial calibration percent relative standard deviation
(%RSD) outside criteria. Detects are qualified as estimated J. Non-detects are not qualified.

1,2,4-trichlorobenzene BFE35, BFE37, BFE38, BFE40, BFE41
1,2,3-Trichlorobenzene BFE35, BFE37, BFE38, BFE40, BFE41

The following samples are associated with an opening or closing CCV percent difference (%D)
outside criteria. Detected compounds are qualified J. Non-detected compounds are qualified UJ.

1,1-Dichloroethane BFE44
INTERNAL STANDARDS PERFORMANCE GC/MS:

Internal standards (IS) performance criteria ensure that the GC/MS sensitivity and
response are stable during every experimental run. The internal standard area count must
be in the range as specified in Table 9 of SOP HW 34A (Rev 1) of the associated continuing
calibration internal standard area. The retention time of the internal standards must be
within the range as specified in Table 9 of SOP HW 34A (Rev 1). If the area count is greater
than, all positive results quantitated using that IS are qualified as estimated “J-”, and non-
detects are not qualified. If the area count is less than the associated standard, all positive
results for compounds quantitated with that IS are qualified as estimated “J+” and all non-
detects are qualified “R”.

If an internal standard retention time were not met as specified in Table 9 of SOP HW 34A
(Rev 1), the reviewer will use professional judgment to determine either partial or total
rejection of the data for that sample fraction. Qualifications were applied to the samples
and analytes as shown below. Qualifications were applied to the samples and analytes as
shown below.

The following samples has internal standard area response greater than or equal to expanded

minimum criteria and less than primary minimum criteria. Detects are qualified as estimated J+.
Non-detects are qualified as estimated UJ.
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10.

11.

12.

13.

1,4-Dichlorobenzene-d4 BFE46

1,2,3-Trichlorobenzene, 1,2,4-Trichlorobenzene, 1,2-Dibromo-3-chloropropane, 1,2-
Dichlorobenzene, 1,3-Dichlorobenzene, 1,4-Dichlorobenzene, Bromoform

FIELD DUPLICATES:
No field duplicate sample was identified in this SDG.
COMPOUND IDENTIFICATION:

Target compounds are identified on the GC/MS by using the analyte's relative retention
time (RRT) and by comparison to the ion spectra obtained from known standards. For the
results to be a positive hit, the sample peak must be within a window of 0.06 RRT units of
the standard compound and have ion spectra which has a ratio of the primary and
secondary m/z intensities within 20% of that in the standard compound. For the
tentatively identified compounds (TIC) the ion spectra must match accurately. In the
cases where there is not an adequate ion spectrum match, the laboratory may have
provided false positive identifications. Qualifications were applied to the samples and
analytes as shown below.

No problems were found for this criterion.

CONTRACT PROBLEMS NON-COMPLIANCE:

Initial calibration percent relative standard deviation (%RSD) is outside criteria for the following
analytes.

1,2,4-trichlorobenzene and 1,2,3-Trichlorobenzene

FIELD DOCUMENTATION:
No problems were identified.

OTHER PROBLEMS:

BFE40: 1,1-Dichloroethene results are qualified “J” as the reported values are over the calibration
range and value reported in dilution analysis is less than CRQL and has not been used.

DILUTIONS, RE-EXTRACTIONS & REANALYSIS:
Samples may be re-analyzed for dilution, re-extraction and for other QC reasons. In such
cases, the best result values are used. See summary report and EDD for applicable

samples and analytes.

The following dilution samples were only used for one or more analytes.
BFE38DL, BFE39DL, BFE40DL, BFE40DL2, BFE41DL, BFE41DL2, BFE46DL
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group

Sample Number: BFE35 Method: Trace Volatiles Matrix: Water MA Number:

Sample Location: EB pH: 1.0 Sample Date: 12/04/2019 Sample Time: 08:15:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.2 J ug/L 2.2 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 ,4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
Sulfur dioxide TIC 0.71 IN ug/L 0.71 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE36 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FB pH: 1.0 Sample Date: 12/04/2019 Sample Time: 08:20:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.0 J ug/L 2.0 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE37 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: TB pH: 1.0 Sample Date: 12/04/2019 Sample Time: 08:00:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE38 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: EX-2 pH: 1.0 Sample Date: 12/04/2019 Sample Time: 11:40:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.11 J ug/L 0.11 J 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.18 J ug/L 0.18 J 1.0 YES S3VEM
1,1-Dichloroethene Target 3.7 ug/L 3.7 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.39 J ug/L 0.39 J 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.1 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 2.6 ug/L 2.6 1.0 YES S3VEM
1,1-Dichloroethane Target 2.2 ug/L 2.2 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 17 ug/L 17 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.58 ug/L 0.58 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.79 ug/L 0.79 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.17 J ug/L 0.17 J 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 220 ug/L 220 D 50.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.28 J ug/L 0.28 J 1.0 YES S3VEM
Tetrachloroethene Target 260 ug/L 260 D 50.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.12 J ug/L 0.12 J 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o-Xylene Target 0.11 J ug/L 0.11 J 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.12 J ug/L 0.12 J 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.11 J ug/L 0.11 J 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE39 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-13 pH: 1.0 Sample Date: 12/04/2019 Sample Time: 12:30:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.15 J ug/L 0.15 J 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.8 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.42 J ug/L 0.42 J 1.0 YES S3VEM
1,1-Dichloroethane Target 1.8 ug/L 1.8 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.95 ug/L 0.95 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.93 ug/L 0.93 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.31 J ug/L 0.31 J 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 1.1 ug/L 1.1 1.0 YES S3VEM
Trichloroethene Target 2.4 ug/L 2.4 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 29 ug/L 29 D 5.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.19 J ug/L 0.19 J 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group

Sample Number: BFE40 Method: Trace Volatiles Matrix: Water MA Number:

Sample Location: MW-11S pH: 1.0 Sample Date: 12/04/2019 Sample Time: 15:50:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.24 J ug/L 0.24 J 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.11 J ug/L 0.11 J 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.32 J ug/L 0.32 J 1.0 YES S3VEM
1,1-Dichloroethene Target 21 J+ ug/L 18 JD 40.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 9.5 ug/L 9.5 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.2 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.11 JB 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.23 J+ ug/L 0.23 J 1.0 YES S3VEM
Methyl tert-butyl Ether Target 3.0 ug/L 3.0 1.0 YES S3VEM
1,1-Dichloroethane Target 4.1 ug/L 4.1 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 35 ug/L 35 D 40.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.95 ug/L 0.95 1.0 YES S3VEM
1,1,1-Trichloroethane Target 3.6 ug/L 3.6 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.12 J ug/L 0.12 J 1.0 YES S3VEM
Benzene Target 0.18 J ug/L 0.18 J 1.0 YES S3VEM
1,2-Dichloroethane Target 0.36 J ug/L 0.36 J 1.0 YES S3VEM
Trichloroethene Target 220 ug/L 220 D 40.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.78 ug/L 0.78 1.0 YES S3VEM
Tetrachloroethene Target 1200 ug/L 1200 D 200.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.060 J ug/L 0.060 J 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.12 J ug/L 0.12 J 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.10 J ug/L 0.10 J 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group

Sample Number: BFE41 Method: Trace Volatiles Matrix: Water MA Number:

Sample Location: MW-11D pH: 1.0 Sample Date: 12/04/2019 Sample Time: 15:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.16 J ug/L 0.16 J 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 11 ug/L 11 1.0 YES S3VEM
1,1-Dichloroethene Target 34 ug/L 34 D 40.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 15 ug/L 15 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 1.2 J 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 1.2 U ug/L 1.2 B 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.64 J+ ug/L 0.64 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.13 J ug/L 0.13 J 1.0 YES S3VEM
1,1-Dichloroethane Target 15 ug/L 15 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 160 ug/L 160 D 40.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 7.2 ug/L 7.2 1.0 YES S3VEM
1,1,1-Trichloroethane Target 8.0 ug/L 8.0 1.0 YES S3VEM
Cyclohexane Target 0.14 J ug/L 0.14 J 1.0 YES S3VEM
Carbon tetrachloride Target 1.3 ug/L 1.3 1.0 YES S3VEM
Benzene Target 4.1 ug/L 4.1 1.0 YES S3VEM
1,2-Dichloroethane Target 1.2 ug/L 1.2 1.0 YES S3VEM
Trichloroethene Target 730 ug/L 730 D 40.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.060 J ug/L 0.060 J 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.97 ug/L 0.97 1.0 YES S3VEM
Tetrachloroethene Target 1100 ug/L 1100 D 200.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 1.2 ug/L 1.2 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.13 J ug/L 0.13 J 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.55 ug/L 0.55 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.26 J ug/L 0.26 J 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE42 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: EB pH: 1.0 Sample Date: 12/05/2019 Sample Time: 08:10:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.5 J ug/L 2.5 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE
GROUND WATER CONTAMINATION Project

GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group

Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Methane, oxybis[chloro- TIC 1.7 IN ug/L 1.7 IN 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE43 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: FB pH: 1.0 Sample Date: 12/05/2019 Sample Time: 08:15:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 2.0 J ug/L 2.0 JB 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 UJ ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV

Page 10 Thu, 6 Feb 2020 10:40:10




Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE44 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: TB pH: 1.0 Sample Date: 12/05/2019 Sample Time: 08:05:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Vinyl chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromomethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichlorofluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloro-1,2,2- Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trifluoroethane
Acetone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Carbon disulfide Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl Acetate Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylene chloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methyl tert-butyl Ether Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1-Dichloroethane Target 0.50 uJ ug/L 0.50 U 1.0 YES S3VEM
cis-1,2-Dichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Butanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Bromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloroform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,1-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Cyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Carbon tetrachloride Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Benzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Trichloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Methylcyclohexane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromodichloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
cis-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
4-Methyl-2-pentanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Toluene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
trans-1,3-Dichloropropene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2-Trichloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Tetrachloroethene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
2-Hexanone Target 5.0 U ug/L 5.0 U 1.0 YES S3VEM
Dibromochloromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromoethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Ethylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
o0-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
m,p-Xylene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Styrene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Bromoform Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Isopropylbenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,1,2,2-Tetrachloroethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,3-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,4-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2-Dibromo-3-chloropropane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2 4-trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
1,2,3-Trichlorobenzene Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Total Alkanes TIC N ug/L N 1.0 YES NV
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Sample Summary Report

Project Name: NEW CASSEL/HICKSVILLE GrouplD: 48602/EPW14030/BFE35 Lab Name: Chemtech Consulting Group
GROUND WATER CONTAMINATION Project

Sample Number: BFE45 Method: Trace Volatiles Matrix: Water MA Number:
Sample Location: MW-5 pH: 1.0 Sample Date: 12/05/2019 Sample Time: 11:15:00
% Moisture: % Solids: 0
Analyte Name Analyte Validation Validation Units Lab Lab Dilution Reportable Validation
Type Result Flag Result Flag Factor Level
Dichlorodifluoromethane Target 0.50 U ug/L 0.50 U 1.0 YES S3VEM
Chloromethane Target 0.50 U u